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STORAGE
STRUCTURAL, STRUCTURE
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TOILET
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EXISTING DOOR TO BE REMOVED

EXISTING DOOR TO REMAIN

NEW SWING DOOR
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REFERENCE
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100
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PARTITION TYPE TAG1A

101A DOOR NUMBER TAG

BL01 BORROWED LIGHT TAG

WINDOW TAGA

LOUVER TAGL1

CURTAIN WALL TAGCW-A

STOREFRONT TAGSF1

FURNITURE OR EQUIPMENT
FURNISHED BY OWNER

AUTOMATIC DOOR PUSH PLATE

FIRE EXTINQUISHER
SEMI-RECESSED

1. PENCIL DRAWERS WHERE SHOWN SHALL BE 3" IN HEIGHT AND A MAXIMUM WIDTH OF 24". ALL PENCIL DRAWERS
TO BE REMOVABLE.
2. CABINET UNIT DEPTHS TO BE AS FOLLOWS, UON ON DETAILS: (EXCLUDING DOORS)
WALL CABINETS: 1'-0" , BASE CABINETS: 2'-0" , TALL STORAGE CABINETS: 2'-0"
3. TYPICAL TOE SPACE AT FLOOR MOUNTED CABINETS: DEPTH: 3"    HEIGHT: 4"
4. END PANELS AT KNEE SPACES, END RUNS OR UNDER-COUNTER EQUIPMENT TO BE 3"W. CONSTRUCTED OF 2X2
W/ 3/4 PLASTIC LAMINATE EACH SIDE.
5. CABINETS TO BE PROVIDED WITH ADJUSTABLE SHELVES AS FOLLOWS, UON:
BASE CABINETS:  1 SHELF , TALL STORAGE:  5 SHELVES , SINK BASE:  NO SHELVES
WALL CABINETS:  2 SHELVES  (24"-36" H) , WALL CABINETS:  1 SHELF  (LESS THAN 24" H)
6. TYPICAL COUNTERTOP TO BE SOLID SURFACE FINISH, UON. DEPTH TO BE 25" WITH A 4" HIGH BACKSPLASH,
UON. PROVIDE A BACKSPLASH AT ENDS OF COUNTERTOP WHERE ADJACENT TO A WALL OR PARTIAL BACKSPLASH
AT PARTIAL WALL WHERE APPLICABLE.
7. ALL DRAWERS IN BASE CABINETS TO BE 6" IN HEIGHT UNLESS OTHERWISE NOTED.
8. AT KNEE SPACES, THE COUNTERTOP SHALL BE PROVIDED WITH A PLASTIC LAMINATE APRON WHEREVER
PENCIL DRAWERS DO NOT OCCUR. HEIGHT OF APRON TO COORDINATE WITH PENCIL DRAWER HEIGHT OR
DRAWER IN ADJACENT CABINET AS SHOWN ON MILLWORK ELEVATION. ALL APRONS TO BE REMOVABLE.
9. TOP OF WALL CABINETS TO BE MOUNTED AT +7'-0" AFF UNLESS OTHERWISE SHOWN.
10. WALL CABINET BULKHEADS TO BE OF P.LAM CONSTRUCTION UNLESS OTHERWISE NOTED.
11. CUSTOM MILLWORK TO BE AS DIMENSIONED AND INDICATED ON SPECIFIC ELEVATIONS.
12.  PROVIDE A WALL STOP WHEREVER A TALL STORAGE UNIT DOOR PULL IMPACTS AN ADJACENT GWB FINISH
WHEN OPENED.

GENERAL NOTES:
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OF COUNTERTOP

MODULAR CASEWORK

FIXTURES - MOUNTING HEIGHTS AND CLEARANCES

ELECTRICAL AND MED GAS MOUNTING HEIGHTS
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NOTES:
1.  INFORMATION TAKEN FROM 2010 ADA STANDARDS FOR ACCESSIBLE DESIGN, CHAPTER 4, SECTION 404.
2.  ALL DIMENSIONS PROVIDED ARE MINUMUM DIMENSIONS.
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 1/8" = 1'-0"
1

SECOND FLOOR - LIFE SAFETY PLAN

The applicable portions of Government criteria in conjunction with industry standards shall govern the design and
preparation of contract drawings, specifications, cost estimate, and design analysis.  The design shall also satisfy applicable
State of Rhode Island criteria.  Particular emphasis is placed on the following documents that establish minimum
requirements.  This includes but is not limited to the following:
1. International Building Code (2012)
2. National Mechanical & Plumbing Code (2012)
3. The National Electrical Code (2011)
4. Nation Fire Protection Association 101 Life Safety Code (2012)
5. Guidelines for Design and Construction of Health Care Facilities, 2010 edition published by Facility

Guidelines Institute
6. Architectural Barriers Act Accessibility Standard (ABAAS) dated 7/23/2004 including VA Supplement, the VA

Barrier Free Design Guide (PG 18-13), dated December 2011
7. United States National CAD Standard and VHA National CAD Standard Application Guide
8. VHA Program Guide 18-1, Master Construction Specifications
9. VHA Program Guide 18-3, Design and Construction Procedures
10. VHA Program Guide 18-4, Standard Details and CAD Standards
11. VHA Program Guide 18-10, VA Design Manuals
12. VHA Program Guide 18-12, VA Design Guides
13. VHA Program Guide 18-14, Room Finishes, Door and Hardware Schedules
14. VA Manual for Preparation of Cost Estimates and Related Documents
15. Physical Security Design Manual for VA Facilities, Mission Critical Facilities
16. Sustainable Design and Energy Reduction Manual (VA Facilities)
17. VA Seismic Design Requirements H-18-8

Sustainability:  New stand-alone construction and major renovation projects shall be designed and constructed to achieve
LEED Silver status with minimum extra effort and cost.  These projects may register with the USGBC with the goal of
obtaining LEED Silver or LEED Silver equivalency.  VA encourages A/E project teams to achieve the highest LEED level
possible within the scope and budget of the project.  The project team is also encouraged, but not required, to pursue third
party review and formal LEED Certification with the U.S. Green Building Council and display the seal in the facility.

NPDES Compliance:  The NPDES storm water program requires construction site operators engaged in clearing, grading,
and excavating activities that disturb 1 acre or more, including smaller sites in larger common plan of development or sale,
to obtain coverage under an NPDES permit for their storm water discharges.   Rhode Island is authorized to implement the
Storm water NPDES permitting program.  Operators of regulated construction sites are required to develop and implement
storm water pollution prevention plans and obtain permit coverage from the State of Rhode Island.  Comply with Rhode
Island Pollution Discharge Elimination System (RIPDES) Storm Water Discharge Associated with Construction Activity.

Storm Water Control:  Comply with Title IV, Subtitle C, Section 438 of the Energy Independence and Security Act of 2007:
This act provides that “the sponsor of any development or redevelopment project involving a Federal facility with a footprint
that exceeds 5,000 square feet shall use site planning, design, construction, and maintenance strategies for the property to
maintain or restore, to the maximum extent technically feasible, the predevelopment hydrology of the property with regard to
the temperature, rate, volume, and duration of flow.  Consider the storm water generated by the project and design the
project to Natural Ground Cover (i.e. Forest like) conditions. -

BUILDING CLASSIFICATION
Existing building: Use Group I-2 existing Healthcare Occupancy – fully sprinklered
New construction: Use Group I-2 new Healthcare Occupancy – fully sprinklered

BUILDING HEIGHT AND AREA LIMITATION
The existing building, being construction of Type II (222) per NFPA 101 and Type 1B per IBC, shall be considered an
unlimited area building, as indicated in, NFPA 101 Table 18.1.6.1 and IBC Table 503. The new addition will be considered a
portion of the existing building, thus not required to be separated by a fire barrier.
The existing Life Safety drawings indicate that the area to be impacted by the renovation is considered an non-sleeping life
safety suite. Due to the maximum travel distance required to reach a smoke barrier, the new addition and the area impacted
by the renovation shall be divided into two smoke compartments. Smoke Compartment No.1 – 3,450 SF, and Smoke
Compartment No. 2 – 10,150 SF.

GENERAL CODES AND STANDARDS

CONSTRUCTION TYPE AND FIRE RATINGS

CODE REVIEW

IBC - TABLE 606 NFPA 101

CONSTRUCTION TYPE 1B (EXISTING BUILDING
CONSTRUCTION TYPE 1B – PROVIDED BY THE VA)

STRUCTURAL MEMBER RATING STRUCTURAL MEMBER RATING U.L. DESIGN

COLUMNS 2 HOURCOLUMNS COLUMNS 2 HOUR        X701

BEAMS 2 HOUR BEAMS 2 HOUR        N706

FLOOR 2 HOUR FLOOR 2 HOUR        D902

ROOF 1 HOUR ROOF 1 HOUR      P825

CONSTRUCTION TYPE II (222)

STAIR & SHAFT ENCLOSURES (CONNECTING LESS THAN 4 STORIES) 1 HOUR

CORRIDOR PARTITION (FULLY SPRINKLERED BUILDING) SMOKE TIGHT – NOT RATED

SMOKE BARRIER (CREATING NEW SMOKE COMPARTMENTS) 1 HOUR – W./ SMOKE DAMPERS

STORAGE ROOMS CONTAINING COMBUSTIBLE MATERIALS (OVER 100 SF) 1 HOUR

FIRE RATINGS OF INTERIOR PARTITIONS

FLOORS WALLS CEILINGS

EXIT ENCLOSURES & PASSAGEWAYS CLASS II CLASS B CLASS A

CORRIDORS CLASS II CLASS B CLASS A

ROOMS & ENCLOSED SPACES CLASS II CLASS B CLASS B

ADMIN. SPACES CLASS II CLASS B CLASS B

INTERIOR FINISH CLASS REQUIREMENTS

COMMON PATH OF TRAVEL: 100 FT
EXIT ACCESS TRAVEL DISTANCE: 200 FT
TRAVEL DISTANCE TO SMOKE BARRIER = 200 FT

MEANS OF EGRESS REQUIREMENTS

10,150 SF / 120 PERSONS = 85 OCCUPANTS

OCCUPANT LOAD OF SMOKE COMPARTMENT #2

EXIT AT STAIR [40"/.2] = 200
EXIT AT SMOKE BARRIER [38"/.2] = 190
STAIR EGRESS CAPACITY (48"/.3) = 160

EXIT CAPACITY

U.L. DESIGN

     U419

     -

     U419

     U419
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AD-1.1

REPLACE / RELOCATE
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Checker
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 1/8" = 1'-0"
1

SECOND FLOOR EXISTING / DEMOLITION

DEMOLITION NOTES

KEY# DESCRIPTION

C - INTERIOR CEILING [REFER TO MEP DRAWINGS FOR ADDITIONAL DEMO]

C1 1. REMOVE EXISTING ACOUSTICAL CEILING TILE, SUSPENSION SYSTEM, AND
ALL ACCESSORIES.

E - EXTERIOR WALL [REFER TO ARCHITECTURAL WALL SECTIONS FOR MORE INFO]

E1 1. REMOVE EXISTING WINDOW, FRAME, GALZING AND SILL.

E2 2. REMOVE PART OF EXITING EXTERIOR WALL (BRICK WITH CMU BACK-UP)
FROM      FLOOR TO WINDOW HEAD ABOVE, INCLUDING CABINET HEATER AND
CONCRETE CURB BELOW. REFER TO STRUCTURAL DRAWINGS FOR NEW SHELF
ANGLE.

E3 3. REMOVE PART OF EXISTING BRICK FACE BELOW FLOOR ELEVATION TO
ALLOW FOR EXPANSION JOINT INSTALLATION. REFER TO DETAIL 15/A3-2.2.

F - INTERIOR FLOOR [REFER TO MEP DRAWINGS FOR ADDITIONAL DEMO]

F1 1. REMOVE EXISTING FLOORING AND BASE (RESILIENT AND CARPET), AND
ASSOCIATED ADHESIVE/MASTIC DOWN TO CONCRETE FLOOR. PREPARE
CONCRETE SLAB TO RECEIVE NEW FLOORING. REFER TO SPECIFICATIONS FOR
FLOOR PREPARATION.

G - GENERAL

G1 1. REFER TO THE HAZARDOUS MATERIALS (ASBESTOS, LEAD PAINT,M)
DRAWINGS AND SPECIFICATIONS FOR REQUIRED ABATEMENT PRIOR TO ANY
DEMOLITION.

G2 2. CONTRACTOR SHALL PERFORM ALL DEMOLITION WORK IN SEQUENCE WITH
AND IN THE AREA AS INDICATED ON PHASING DRAWINGS.

G3 3. CONTRACTOR SHALL CONSTRUCT TEMPORARY WALLS TO ELIMINATE DUST
AND DEBRIS FROM MIGRATING TO ADJACENT AREAS. REFER TO THE
SPECIFICATIONS FOR INFECTION CONTROL REQUIREMENTS.

G4 4. CONTRACTOR SHALL MAINTAIN MEANS OF EGRESS IN ALL AREAS
TEMPORARRILY AFFECTED BY DEMOLITION ACTIVITY. PROVIDE AN INTERIM
LIFE SAFETY PLAN AT EACH PHASE.

M - INTERIOR MILLWORK

M1 1. REMOVE EXISTING BUILT-IN COUNTER, BASE, AND WALL CABINETS.

MISCELLANEOUS

MS1 1. CAREFULLY REMOVE EXISTING SIGNAGE AND RETURN TO THE VA

N - INTERIOR WALL

N1 1. REMOVE TERRACOTTA (MASONRY) PARTITION IN ITS ENTIRETY, FROM FLOOR
TO UNDERSIDE OF CONCRETE DECK ABOVE.

N2 2. REMOVE GWB AND STUD PARTITION IN ITS ENTIRETY, FROM FLOOR TO
UNDERSIDE OF DECK ABOVE.DOOR, HARDWARE AND DOOR FRAME. FOR
POWERED DOORS, REMOVE ALL WIRING BACK TO PANEL.

N3 3. REMOVE EXISTING DOOR, HARDWARE AND DOOR FRAME. FOR POWERED
DOORS, REMOVE ALL WIRING BACK TO PANEL.

 1/8" = 1'-0"
2

FIRST FLOOR PARTIAL DEMOLITION
PLAN
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EQUIPMENT SCHEDULE

TYPE
MARK DESCRIPTION ACQUISITION

BLOCKING
REQUIRED

POWER
REQUIRED

DATA
REQUIRED COUNT

EQ-1 PATIENT STRETCHER VV YES 10

EQ-2 OVERBED TABLE VV 8

EQ-3 PATIENT ROOM CART 1 VV 9

EQ-4 PATIENT ROOM CART 2 VV 7

EQ-5 IV STAND VV 6

EQ-6 MED CART CC YES YES YES 9

EQ-7 PNEUMATIC TUBE CC YES YES 1

EQ-8 WALL MOUNTED TV - BRACKET TO BE FURNISHED BY GC VC YES YES YES 14

EQ-9 NURSE STATION MONITOR - SMALL VV YES YES 2

EQ-10 WORKSTATION VV YES YES YES 16

EQ-11 COPIER VV YES YES 1

EQ-12 CRASH CART VV YES 2

EQ-13 OMNICELL A VV YES YES 1

EQ-14 OMNICELL B VV YES YES 1

EQ-15 UNDER COUNTER FRIDGE VV YES 2

EQ-16 NOURISHMENT REFRIDGERATOR VV YES 1

EQ-17 ICE MACHINE CC YES 1

EQ-18 COFFEE MAKER VV YES 1

EQ-21 TOASTER OVEN VV YES 1

EQ-22 BULLETIN BOARD CC YES 1

EQ-23 WHITE BOARD CC YES 1

EQ-24 ABG EQ VV YES YES 1

EQ-25 HAMPER VV 10

EQ-27 PATIENT BOOM [COLUMN] - CEILING MOUNTED VC YES YES 9

EQ-28 PATIENT LIFT - CEILING MOUNTED VC YES 21

EQ-30 LOCKER CC YES 9

EQ-31 SOILED CART VV 4

EQ-32 STORAGE SHELF VV 4

EQ-33 STAFF REFRIDGERATOR VV YES 1

EQ-34 MICROWAVE VV YES 1

ACCESSORY SCHEDULE

TYPE
MARK ACCESSORY NAME ACQUISITION

BLOCKING
REQUIRED Count

AC-1 PAPER TOWEL DISPENSER YES 30

AC-2 SOAP DISPENSER VV YES 29

AC-3 MIRROR - 24" X 48" CC YES 12

AC-4 GRAB BAR (42") CC YES 24

AC-5 TRASH RECEPTACLE VV 10

AC-6 TOILET PAPER DISPENSER CC YES 12

AC-7 COAT HOOKS - SET OF 2 CC YES 4

AC-8 GLOVE DISPENSER VV YES 7
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A1-2.4
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DEFICIENT ICU

Checker

Approver

 1/8" = 1'-0"
1

SECOND FLOOR SIGNAGE PLAN

SIGNAGE SCHEDULE

ROOM
NO.

SIGN
TYPE QTY COPY NOTES

S201 A 1 ATS CLOSET

S202 A 1 FAMILY WAITING

S203 A 1 FAMILY CONSULTATION

S204 A1 1 RESTROOM MALE & HC SYMBOL

S205 A1 1 RESTROOM FEMALE & HC SYMBOL

S206 A 1 EQUIPMENT

S208 A 1 PATIENT ROOM 1

S209 A 1 PATIENT ROOM 2

S210 A 1 PATIENT ROOM 3

S211 A 1 PATIENT ROOM 4

S212 A 1 PATIENT ROOM 5

S213 A 1 PATIENT ROOM 6

S215 A 1 ISOLATION ROOM 1

S216 A 1 ISOLATION ROOM 2

S217 A 1 PATIENT ROOM 7

S218 A 1 STAFF LOUNGE

S219 A1 1 STAFF ONLY UNISEX & HC SYMBOL

S220 A 1 PHYSICIAN WITH NAME?

S221 A 1 NURSE MANAGER WITH NAME?

S222 A 1 ELECTRICAL ROOM

S223 A 1 EMERGENCY ELECTRICAL

S224 A 1 TEL/DATA

S225 A 1 ABG

S226 A 1 LINEN

S227 A2 1 SOILED UTILITY

S228 A 1 CLEAN UTILITY

S229 A 1 SUPPLY

S230 H3 1 NURSE STATION A SAME MESSAGE BOTH SIDES

S231 A 1 MEDICATION ROOM

S232 A 1 NOURISHMENT

S233 A 1 HOUSEKEEPING

S234 A 1 OXYGEN

S235 A 1 TEAM WORK

S236 H3 1 NURSE STATION B SAME MESSAGE BOTH SIDES

S-C20 H7 1 (DIRECTIONAL MESSAGE TBD)

S-C21 H6 1 (DIRECTIONAL MESSAGE TBD)

S-C22 EVAC 1 8.5" X 11" EVACUATION PLAN HOLDER W/MAP

S-C24 EVAC 1 8.5" X 11" EVACUATION PLAN HOLDER W/MAP

LEGEND (REFER TO SPECIFICATIONS FOR PROVIDENCE VAMC STANDARDS):

A SIGN/LOCATION

SIGN TYPE
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 1 1/2" = 1'-0"
3

SOFFIT DETAIL AT NURSE STATION

 1 1/2" = 1'-0"
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Checker

Approver

 1/4" = 1'-0"
A

CURTAIN WALL TYPE A

 1/4" = 1'-0"
G.2

CURTAIN WALL TYPE G.2

 1/4" = 1'-0"
C

CURTAIN WALL TYPE C (SOUTH & EAST)

 1/4" = 1'-0"
F

CURTAIN WALL TYPE F (WEST)

 1/4" = 1'-0"
E

CURTAIN WALL TYPE E

SCALE:  3" = 1'-0"7
PLAN DETAIL AT CURTAIN WALL CORNER MULLION

SCALE:  3" = 1'-0"6

DETAIL AT CURTAIN WALL INTERMEDIATE FRAME
WITH 3/4" MULLION CAP

SCALE:  3" = 1'-0"4

PLAN DETAIL OF CW INTERMEDIATE FRAME WITH
NO PRESSURE PLATE AND COVER

SCALE:  3" = 1'-0"8

SECTION DETAIL AT CURTAIN WALL SPANDREL
PANEL

SCALE:  1 1/2" = 1'-0"10
SECTION DETAIL AT CURTAIN WALL HEAD

SCALE:  1 1/2" = 1'-0"9
PLAN DETAIL AT CURTAIN WALL JAMB

SCALE:  1 1/2" = 1'-0"15
SECTION DETAIL AT 5" HORIZ MULLION FRAME

SCALE:  3" = 1'-0"11

SECTION DETAIL OF CW INTERM HORIZ FRAME
WITH NO PRESSURE PLATE AND COVER

 1/4" = 1'-0"
D

CURTAIN WALL TYPE D (NORTH)

 1/4" = 1'-0"
G.1

CURTAIN WALL TYPE G.1

 1/4" = 1'-0"
B

CURTAIN WALL TYPE B (SOUTH & EAST)
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FIRST FLOOR
91'-2"

SECOND FLOOR
103'-1"

1

STAIR LANDING
88'-1"

2' - 0"

(E) 1ST (91'-2")

(E) 2ND FL (103'-1")

(E) 3RD FL (EL 115'-0")

(E) 5"x3"x3/8" CONT
SHELF ANGLE (VIF)

(E) CONC SPANDREL
(8 1/2"X32 1/4" VIF)

(E) CONC SPANDREL
(8 1/2"X32 1/4")

(E) WINDOW
(SIZE VARIES, VIF)

(E) METAL DOUBLE
HUNG WINDOW

REMOVE (E) UNIT
HEATER (VIF)

(E) PRECAST BANDING

REMOVE (E)
METAL DOUBLE
HUNG WINDOW

CONNECTOR

(E) CONC
WATERTABLE

4" ROOF EXP JT COVER

TYP EX CONSTRUCTION:
(VERIFY IN FIELD)
- EX SOLID WYTHE
- BRICK/CMU WALL WITH
- CONCRETE FLOORS AND
BEAMS

(E) PRECAST SILL

SUSP ACT CEILING
ASSEMBLY, SEE RCP

2" EXP JT
COVER

E14

+/- 1' - 5"

2-HR RATED SHAFTWALL

2 HR RATED
SHAFTWALL INFILL
PARTITIONS

(V
IF

)

+
/-

 3
' -

 2
 1

/2
"

ROOFING ASSEMBLY:
(1-HR RATED, UL P825)
- PVC MEMBRANE ROOFING
- TAPERED RIGID INSUL
- VAPOR RETARDER
- THERMAL BARRIER

SUSP SOFFIT ASSEMBLY:
- EXTERIOR GYP SOFFIT BD
- CFMF CHANNEL FURRING
- 3" Z-GIRT FURRING
- 3" MINERAL WOOL INSUL
- AIR VAPOR BARRIER
- EXTERIOR SHEATHING
- HUNG & BRACED CFMF

13
' -

 0
 1

/2
"

11
' -

 1
1"

3'
 -

 5
 1

/2
"

TOP OF STEEL
116'-1 1/2"

2 1/2" EJ

8'
 -

 5
 1

/2
"

(E) METAL DOUBLE
HUNG WINDOW

(E) 4TH FL (EL 126'-11")

+
/-

 1
1'

 -
 1

1"
+

/-
 1

1'
 -

 1
1"

+
/-

 3
' -

 2
 1

/2
"

(E) MAIN BUILDINGNEW ICU ADDITION

1' - 10 1/2" 1' - 6 1/2"

3' - 5"

1' - 0"

REFERENCE PLANE:
(FACE OF (E) BRICK)

A3-2.2

4

A3-2.2

9

7"

GRADE +/- 86.50'
(SEE CIVIL)

GUARDRAIL BEYOND, SEE
16/A3-4.1 ROOF DETAILS
FOR FLASHING DETAIL

3'
 -

 1
"

FIRST FLOOR
91'-2"

SECOND FLOOR
103'-1"

1

STAIR LANDING
88'-1"

TOP OF STEEL
116'-1 1/2"

2' - 0"

(E) 1ST (91'-2")

(E) 2ND FL (103'-1")

(E) 3RD FL (EL 115'-0")

NEW SHELF ANGLE,
SEE STRUCTURE

(E) CONC (VIF) VENEER
ON CMU BACK-UP WALL

EX CONC SPANDREL
(8 1/2"X32 1/4" - VIF)

(E) CONC SPANDREL
(8 1/2"X32 1/4")

(E) PRECAST BANDING

CONNECTOR

(E) CONC
WATERTABLE

4" ROOF EXP JT COVER
(3" MOVEMENT)

TYP EXIST CONSTRUCTION:
(VERIFY IN FIELD)
- EX SOLID WYTHE
- BRICK/CMU WALL WITH
- CONCRETE FLOORS AND
BEAMS

(E) BRICK AND CMU
BACK-UP WALL

SUSP ACT CLG
ASSEMBLY, SEE RCP

2" CLG EXP
JT COVER

E14

+/- 1' - 5"

2-HR RATED SHAFTWALL
PARTITION

11
' -

 1
1"

ROOFING ASSEMBLY:
(1-HR RATED, UL P825)
- PVC MEMBRANE ROOFING
- TAPERED RIGID INSUL
- VAPOR RETARDER
- THERMAL BARRIER

SOFFIT ASSEMBLY:
- EXTERIOR GYP SOFFIT BD
- CFMF FURRING CHANNELS
- 3" Z-GIRT FURRING
- 3" MINERAL WOOL INSUL
- AIR VAPOR BARRIER
- EXTERIOR SHEATHING
- HUNG & BRACED CFMF

7" WALL EXP JT COVER WITH
2-HR RATED FIRE BLANKET
(SEE DET 7/A5-1.0)

11
' -

 1
1"

(E) 4TH FL (EL 126'-11")

13
' -

 0
 1

/2
"

(E) MAIN BUILDINGNEW ICU ADDITION

2 HR RATED
SHAFTWALL PARTITION

NEW SUSP ACT CLG
ASSEMBLY, SEE RCP

(E) 5"x3"x3/8" CONT
SHELF ANGLE

(E) 5"x3"x3/8" CONT
SHELF ANGLE

(E) CONC SPANDREL
(8 1/2"X32 1/4")

7" FLOOR EXP JT COVER

2-HR RATED FIRE BLANKET

SECURE PORTION OF
(E) BRICK TO REMAIN

7" CLG EXP JT COVER WITH
2 HR RATED FIRE BLANKET

REFERENCE PLANE
(FACE OF (E) BRICK)

7"

+
/-

 3
' -

 2
 1

/2
"

+/- 3' - 5"

+/- 1' - 10 1/2"

NEW THRU-WALL FLASH
AT (E) BRICK WALL

A3-2.2

5

+
/-

 1
1'

 -
 1

1"
+

/-
 1

1'
 -

 1
1"

+/- 1' - 3 1/2"

A3-2.2

10

A3-2.2

15

GRADE +/- 86.50'
(SEE CIVIL)

1' - 0"

5"

PTD PVC COLUMN
ENCLOSURE BEYOND

3'
 -

 1
"

CONCRETE COL PIER,
SEE STRUCTURE

3' - 5"

1' - 4 3/4" 7 1/4" 9 3/4"

1/2" +/-

3' - 3"

2"3' - 1"

2" WALL EXP JT COVER

1/2" CONT SEALANT

1/4" JT SEALANT

7

A3-3.1

DASHED LINES, PARTIAL
DEMO TO (E) WALL

3'
 -

 5
 1

/2
"

3"

FIRST FLOOR
91'-2"

SECOND FLOOR
103'-1"

TOP OF STEEL
116'-1 1/2"

C

13
' -

 0
 1

/2
"

11
' -

 1
1"

7" WALL EXPAN
JT COVER
ASSEMBLY

4" WALL EXP JT
COVER ASSEMBLY

4" ROOF-WALL BELLOWS
EXP JT COVER

7" WALL EJ CVR TO
7" MP SOFFIT EJ CVR
(BELOW) TO 2"
CEILING EXP JT CVR
(BEYOND)

ALUM CLAD
WOOD BLOCKING
TRIM AT
EXPOSED END

ALUM CLAD WD BLKG AT
EXPOSED END

THRU-WALL ALUM
FLASHING

METAIL
PANELS
BEYOND

METAIL
PANELS
BEYOND

OPEN
BEYOND

(E) MAIN
BUILDING

(E) STONE
BAND (VIF)

7"

4"
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WALL SECTIONS

A3-1.1

REPLACE / RELOCATE
DEFICIENT ICU

Checker

Approver

SCALE:  3/8" = 1'-0"4
WALL SECTION AT NEW/EXIST BLDG INTERFACE

SCALE:  3/8" = 1'-0"3
WALL SECTION AT INTERFACE PASS-THROUGH

SCALE:  1/2" = 1'-0"1

ELEVATION OF EXPANSION JOINT COVER
TRANSITIONS AT WEST (EAST SIM OH)
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FIRST FLOOR
91'-2"

SECOND FLOOR
103'-1"

STAIR LANDING
88'-1"

WALL ASSEMBLY:
- COMPOSITE METAL PANEL
- 4" Z-GIRT FURRING
- 4" MINERAL WOOL INSULATION
- AIR VAPOR BARRIER
- EXTERIOR SHEATHING
- 6" COLD FORMED METAL FRAMING
- 5/8" GYPSUM WALL BOARD

SUSP CEILING
ASSEMBLY,
SEE RCP

3'
 -

 0
"

1'
 -

 6
"

1'
 -

 6
"

3'
 -

 0
"

11
' -

 1
1"SOFFIT ASSEMBLY:

- EXTERIOR GYP SOFFIT BD
- CFMF CHANNEL FURRING
- 3" Z-GIRT FURRING
- 3" MINERAL WOOL INSUL
- AIR VAPOR BARRIER
- EXTERIOR SHEATHING
- HUNG AND BRACED CFMF

TOP OF STEEL
116'-1 1/2"

1'
 -

 6
"

1'
 -

 6
"

BM

13
' -

 0
 1

/2
"

ROOFING ASSEMBLY:
(1-HR RATED, UL P825)
- PVC MEMBRANE ROOFING
- MEMBRANE UNDERLAYMENT BOARD
- TAPERED RIGID INSULATION
- VAPOR RETARDER
- THERMAL BARRIER

EXTRUDED ALUM ROOF
EDGE FASCIA ASSEMBLY
(MATCH MP FINISH)

(T
.O

.W
D

 B
LK

G
)

11
 1

/2
"

1' - 10"

A3-2.1

20

SIM

A3-2.1

5

SIM

CFMF DEFLECTION
TRACK, TYP

3'
 -

 1
"

+
/-

 3
' -

 1
"

GRADE VARIES
EL +/-85.0',
SEE CIVIL

1'
 -

 8
"

4"

A3-2.1

19

SIM

3'
 -

 0
"

6"

3' - 3"

1' - 10"

3'
 -

 5
 1

/2
"

FLOOR CONSTRUCTION
2 HOUR RATED ASSEMBLY

FIRST FLOOR
91'-2"

SECOND FLOOR
103'-1"

STAIR LANDING
88'-1"

A
ROOFING ASSEMBLY:
(1-HR RATED, UL P825)
- PVC MEMBRANE ROOFING
- TAPERED RIGID INSULATION
- VAPOR RETARDER
- THERMAL BARRIER

WALL ASSEMBLY:
- COMPOSITE METAL PANEL
- 4" Z-GIRT FURRING
- 4" MINERAL WOOL INSULATION
- AIR VAPOR BARRIER
- EXTERIOR SHEATHING
- 6" COLD FORMED METAL FRAMING
- 5/8" GYPSUM WALL BOARD

CURTAIN WALL ASSEMBLY:
- ALUMINUM CURTAIN WALL
- INSULATED STRUCTURAL
GLAZED PANELS (WHERE
INDICATED)
- INSULATED SPANDREL PANELS
WITH SEMI-RIGID INSULATION
AND BACKPAN FLASHING

ALUM SUNSHADE SECURED TO
VERT CURTAIN WALL FRAME

SOFFIT ASSEMBLY:
- EXTERIOR GYP SOFFIT BD
- CFMF CHANNEL FURRING
- 3" Z-GIRT FURRING
- 3" MINERAL WOOL INSUL
- AIR VAPOR BARRIER
- EXTERIOR SHEATHING
- HUNG & BRACED CFMF

SUSP CLG
ASSEM,
SEE RCP

13
' -

 0
 1

/2
"

11
' -

 1
1"

BACK PAN AND
SEMI-RIGID
INSULATION

BACK PAN AND
SEMI-RIGID INSUL

TOP OF STEEL
116'-1 1/2"

COMPOSITE METAL PANELS

EXTRUDED ALUM ROOF
EDGE FASCIA ASSEMBLY
(MATCH MP FINISH)

A3-2.1

5

SIM

A3-2.1

9

A3-2.1

4

A3-2.1

20

SIM

3'
 -

 1
"

A2-2.1

8

+
/-

 3
' -

 1
"

GRADE VARIES EL +/-85.0',
SEE CIVIL

RADIANT HEAT PANEL,
SEE HVAC DWGS

RECESSED ROLLER
SHADE

1' - 8"

1'
 -

 7
 5

/8
"

12
' -

 0
 3

/4
" 

(R
O

)

2'
 -

 1
1 

5/
8"

6"

1' - 10"

1' - 10"

3' - 3"

3'
 -

 5
 1

/2
"

4"

MTL GRDRL,
SEE 11/A4-3.1

FIRST FLOOR
91'-2"

SECOND FLOOR
103'-1"

STAIR LANDING
88'-1"

11
' -

 1
1"

1' - 10"

ROOFING ASSEMBLY:
(1-HR RATED, UL P825)
- PVC MEMBRANE ROOFING
- TAPERED RIGID INSULATION
- VAPOR RETARDER
- THERMAL BARRIER

WALL ASSEMBLY:
- COMPOSITE METAL PANEL
- 4" Z-GIRT FURRING
- 4" MINERAL WOOL INSULATION
- AIR VAPOR BARRIER
- EXTERIOR SHEATHING
- 6" COLD FORMED METAL FRAMING
- 5/8" GYPSUM WALL BOARD

CURTAIN WALL ASSEMBLY:
- ALUMINUM CURTAIN WALL
- INSULATED STRUCTURAL
GLAZED PANELS (WHERE
INDICATED)
- INSULATED SPANDREL PANELS
WITH SEMI-RIGID INSULATION AND
BACKPAN FLASHING

ALUM SUNSHADE SECURED TO
VERT CURTAIN WALL FRAME

STEEL POST-UP
SUPPORT
ASSEMBLY
BETWEEN CFMF,
SEE STRUCTURE

SOFFIT ASSEMBLY:
- EXTERIOR GYP SOFFIT BD
- CFMF CHANNEL FURRING
- 3" Z-GIRT FURRING
- 3" MINERAL WOOL INSUL
- AIR VAPOR BARRIER
- EXTERIOR SHEATHING
- HUNG AND BRACED CFMF

SEE DET
15/A2-2.1

BACK PAN AND
SEMI-RIGID
INSULATION

EXTRUDED ALUM ROOF
EDGE FASCIA ASSEMBLY
(MATCH MP FINISH)

TOP OF STEEL
116'-1 1/2"

BM
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 7
 5

/8
"
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 1
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5/
8"

A3-2.1

15

A3-2.1

20

3'
 -

 1
"

1' - 8"

+
/-

 3
' -

 7
"

GRADE VARIES (EL +/-84.5'),
SEE CIVIL

A3-2.1

19

3'
 -

 0
"

6"

3' - 3"

1' - 10"

3'
 -

 5
 1

/2
"

1' - 1 1/4"

9"

4"

FIRST FLOOR
91'-2"

SECOND FLOOR
103'-1"

4

STAIR LANDING
88'-1"

11
' -

 1
1"

3'
 -

 1
"

GRADE, EL +/-84.5'
(SEE CIVIL)

2' - 10"

3'
 -

 5
 1

/2
"

1/2" PTD PVC CLADDING

2" MINERAL WOOL
INSULATION

2" Z-GIRT FURRING

AIR VAPOR BARRIER

3 5/8" COLD FORMED
METAL FRAMING

CONCRETE PIER,
SEE STRUCTURE

CONC FOOTINGS,
SEE STRUCTURE

W14 WITH SPRAY
FIREPROOFING,
SEE STRUCTURE

6

A3-3.1

TYPICAL HUNG
EXTERIOR GYPSUM
CEILING ASSEMBLY

3" BATT INSULATION

CONTINUOUS SEALANT

12
' -

 6
 1

/2
"

+
/-

 2
' -

 7
"

FIRST FLOOR
91'-2"

SECOND FLOOR
103'-1"

E

STAIR LANDING
88'-1"

TOP OF STEEL
116'-1 1/2"

1' - 10"
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 -
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"

2'
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 1
1 

5/
8"

9'
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9" 1' - 1"

1' - 10"

ROOFING ASSEMBLY:
(1-HR RATED, UL P825)
- PVC MEMBRANE ROOFING
- TAPERED RIGID INSULATION
- VAPOR RETARDER
- THERMAL BARRIER

WALL ASSEMBLY:
- COMPOSITE METAL PANEL
- 4" Z-GIRT FURRING
- 4" MINERAL WOOL INSULATION
- AIR VAPOR BARRIER
- EXTERIOR SHEATHING
- 6" COLD FORMED METAL FRAMING
- 5/8" GYPSUM WALL BOARD

CURTAIN WALL ASSEMBLY:
- ALUMINUM CURTAIN WALL
- INSULATED STRUCTURAL
GLAZED PANELS (WHERE
INDICATED)
- INSULATED SPANDREL PANELS
WITH SEMI-RIGID INSULATION
AND BACKPAN FLASHING

SUSP CLG
ASSEM,
SEE RCP

BACK PAN AND
SEMI-RIGID
INSULATION

COMPOSITE METAL PANELS

EXTRUDED ALUM ROOF
EDGE FASCIA ASSEMBLY
(MATCH MP FINISH)

VAPOR
RETARDER

2" RIGID INSUL

FDN DAMPPROOFING

7'-0" HIGH OUT-SWING
HM DOOR AND FRAME
ASSEMBLY

THRU-WALL
METAL FLASHING

ALUM THRESHOLD

BOXED 6" CFMF

CONC LANDING EL 88.08',
SEE CIVIL

SUSP CLG
ASSEMBLY,
SEE RCP
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MTL GRDRL,
SEE 11/A4-3.1
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91'-2"

SECOND FLOOR
103'-1"

E

STAIR LANDING
88'-1"

TOP OF STEEL
116'-1 1/2"

13
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15
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ROOFING ASSEMBLY:
(1-HR RATED, UL P825)
- PVC MEMBRANE ROOFING
- TAPERED RIGID INSULATION
- VAPOR RETARDER
- THERMAL BARRIER

WALL ASSEMBLY:
- COMPOSITE METAL PANEL
- 4" Z-GIRT FURRING
- 4" MINERAL WOOL INSULATION
- AIR VAPOR BARRIER
- EXTERIOR SHEATHING
- 6" COLD FORMED METAL FRAMING
- 5/8" GYPSUM WALL BOARD

SUSP CLG
ASSEM, SEE RCP

EXTRUDED ALUM ROOF
EDGE FASCIA ASSEMBLY
(MATCH MP FINISH)

VAPOR
RETARDER

2" RIGID INSUL

FDN DAMPPROOFING

COMPOSITE METAL
PANEL SILL FLASHING

STAIRS

NOTE: INTERIOR
METAL STUDS SHOWN
CONCEPTUALLY
BRACED BACK TO
STRUCTURE

STAIRS
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1' - 10"

4"

MTL GRDRL,
SEE 11/A4-3.1
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DEFICIENT ICU
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SCALE:  3/8" = 1'-0"2
WALL SECTION AT SOUTH

SCALE:  3/8" = 1'-0"3
WALL SECTION AT SOUTH CURTAIN WALL

SCALE:  3/8" = 1'-0"1
WALL SECTION AT EAST CURTAIN WALL

SCALE:  3/8" = 1'-0"6
SECTION THRU EXTERIOR COLUMN ENCLOSURE

SCALE:  3/8" = 1'-0"4
WALL SECTION AT NORTH STAIRS

SCALE:  3/8" = 1'-0"5
WALL SECTION AT NORTH STAIRS
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TOP OF STEEL
116'-1 1/2"

ROOFING ASSEMBLY:
(1 1/2 RATED UL P825)
- PVC MEMBRANE ROOFING
- TAPERED RIGID INSULATION
- VAPOR RETARDER
- THERMAL BARRIER

BACK PAN AND 2"
SEMI-RIGID INSUL

EXTRUDED ALUM ROOF
EDGE FASCIA ASSEMBLY
(MATCH MP FINISH)

SL DN

1/4"/FT MIN
.

(T
.O

.W
D

 B
LK

G
)

11
 1

/2
"

3/
4"

2 1/2"6 1/4"

8 
1/

2"

6 1/2"1/2"

(TO POUR STOP)

1' - 3"

(H
P

)

8"

5"X5" CONT STL ANGLE
SECURED TO BENT PLATE,
SEE STRUCTURE

 6" CFMF
SECURED BET
STL PLATES

ALUM CURTAIN WALL ASSEMBLY

COMPOSITE METAL PANEL
ASSEMBLY ON 4" Z-GIRT FURRING

4" MINERAL WOOL INSULATION

TRANSITION AVB , EXTEND
INTO CW GLAZING POCKET
PRIOR TO SETTING GLASS

MP WEEP

SEALANT & BACKER ROD

BM
1' - 10"

SPRAY
FOAM INSUL

CONT WD
BLKG

CONT PT WD
NAILERS

1' - 10"

CW HEAD
ANCHOR

2 
1/

2"

PVC FLASH,
HOT-AIR WELD

3"

(T
.O

.A
N

G
LE

)

8 
1/

2"

1' - 8"6 1/4"

5"

1' - 1"

3" EXTRUDED ALUM AIRFOIL BLADE, TYP

REINF CURTAIN WALL SYSTEM
BY CW MANUF, TYP

2 1/2" 4 1/2"

ALUMINUM OUTRIGGER

RECESSED
ROLLER SHADE,
SEE DET 15/A2-2.0

1' - 8"

5/
8"

FIELD INSTALLED
BOLT WITH PIPE
SPACER AND NUT

ADJUSTMENT PIN

INTERNAL BLADE
SUPPORT AND THERMAL
SEPARATION BY CW MFR

6 1/2"1/2"6"5/8"

1' - 1 5/8"

8 3/4"

ALUMINUM CURTAIN WALL ASSEMBLY

SEALANT AND BACKER ROD

SPRAY FOAM INSULATION

COMPOSITE METAL PANEL ASSEMBLY

4" MINERAL WOOL INSULATION

4" Z-GIRT FURRING

SOLID SURFACE
WINDOW STOOL WITH
EASED EDGE

TRANSITION AVB MEMB FLASH,
EXTEND INTO CW GLAZING
POCKET PRIOR TO SETTING GLASS

AIR VAPOR BARRIER

1/2" EXTERIOR SHEATHING

CONT WOOD
BLOCKING

6" CFMF

STEEL POST-UP
SUPPORT ASSEMBLY
BETWEEN CFMF
WHERE INDICATED,
SEE STRUCTURE

5/8" GWB

DEAD LOAD SHIM UNDER
VERT MULLIONS

SILL AND LOAD CW
ANCHOR

1 
3/

4"

1/2"
5"

TERMINATION BAR

1"
1/

2"

2 1/2"6 1/2"

COMPOSITE METAL
PANEL ASSEMBLY

4" MINERAL WOOL
INSULATION

4" Z-GIRT FURRING
ON HIGH IMPACT
THERMAL BREAK
PLASTIC SHIMS

AIR VAPOR BARRIER

MP WEEPS

COMPOSITE METAL
PANEL SOFFIT

9"

BEAM CENTERLINE

1/2" EXTERIOR
SHEATHING

HUNG EXTERIOR SOFFIT
BOARD CEILING

SUSP CFMF BET STEEL BEAMS

STEEL BEAM W/
SPRAY FIREPRFG

4"

6
"

6 1/2"1/2"6"

1' - 10"

3' - 3"

1/
2"

HUNG CFMF
SOFFIT/CEILING
SUPPORT

3" MINERAL WOOL
INSULATION

SECOND FLOOR
103'-1"

A

ALUMINUM CURTAIN WALL ASSEMBLY

SEALANT AND BACKER ROD

SPRAY FOAM INSULATION

COMPOSITE METAL PANEL ASSEMBLY

4" MINERAL WOOL INSULATION

4" Z-GIRT FURRING

TRANSITION AVB, EXTEND INTO CW GLAZING
POCKET PRIOR TO SETTING GLASS

AIR VAPOR BARRIER

1/2" EXTERIOR SHEATHING

PT CONT WOOD BLKG

6" CFMF

ALUMINUM BACKPAN PANEL

2" SEMI-RIGID INSULATION

3" X 2 1/2" CONT GALV STEEL ANGLE
SUPPORT, SEE STRUCTURE

SPANDREL GLAZING

SILL AND LOAD CW ANCHOR

DEAD LOAD SHIM UNDER
VERTICAL MULLION

GWB ON 3 5/8"
METAL STUDS

1' - 7 1/2"

2 1/2"6 1/4"

1' - 10"

6 1/2"1/2"6"9"

3/
8"

3/
8"

(EOS)

1' - 2 1/2"

1 
1/

2"

SECOND FLOOR
103'-1"

BM

(EOS)

1' - 2 1/2"

1' - 10"

6 1/2"1/2"6"
5/8"

8 3/8"

COMPOSITE METAL PANEL
ASSEMBLY

4" MINERAL WOOL
INSULATION

5/8" GWB

AIR VAPOR BARRIER

1/2" EXTERIOR SHEATHING

6" CFMF

(NOTE: SEE
POST-UP
SUPPORTS
WHERE
INDICATED, SEE
STRUCTURE)

THRU-WALL METAL FLASH W/
HEMMED DRIP

COMPOSITE METAL PANEL
ASSEMBLY

4" MINERAL WOOL
INSULATION

TRANSITION AVB MEMBRANE
FLASHING WITH SS TERM BAR
SECURED TO HM DOOR FRAME

TRANSITION MEMBRANE AVB
FLASHING, POSITIVE LAP OVER
METAL THRU-WALL  FLASHING

AIR VAPOR BARRIER

1/2" EXTERIOR
SHEATHING

METAL PANEL WEEPS

BOXED 6" CFMF
HEADER

SEALANT AND BACKER ROD

CONTINUOUS WOOD
BLOCKING

OUTSWING HM DOOR
AND FRAME ASSEMBLY

5/8" GWB

6" COLD FORMED
METAL FRAMING

5/8" 6"
1/2"

6 1/2"

1' - 1 5/8"

6" 2"

1/2"

STAIR LANDING
88'-1"

1/8" TH EMBEDDED BENT
GALV CHECKERED STL
PLATE

FDN WATERPROOFING
W/ DRAINAGE BD

HM OUTSWING DOOR
AND FRAME ASSEMBLY

6" WIDE RABBETED
ALUM HC THRESHOLD
(SIM TO ZERO #568A)

FOUNDATION,
SEE STRUCTURE

CONCRETE PAD,
SEE CIVIL

2" RIGID INSUL AND
VAPOR RETARDER

JAMB BEYOND

SEALANT AND
COMPRESSIBLE FILLER

1" HIGH IMPACT
RIGID INSUL AND
VAPOR RETARDER

2"

1' - 1"

6"

E

STAIR LANDING
88'-1"

9" 6" 1/2"

8"
1"

1' - 1"

1' - 10"

3/
4"

COMPOSITE METAL PANEL
ASSEMBLY

4" MINERAL WOOL INSULATION

TRANSITION AVB MEMBRANE FLASHING

METAL PANEL ALUM SILL
FLASHING WITH HEMMED EDGE

6" CFMF

CONCRETE FOUNDATION WALL
WITH CHAMFERED EDGE

1" HIGH IMPACT RIGID INSULATION
THERMAL BREAK

CONT
SEALANT

4" Z-GIRT FURRING

SEALANT WITH WEEPS

SECOND FLOOR
103'-1"

E

6 7/8" 1' - 10"

9" 6" 1/2" 6 1/2"

2' - 4 7/8"

COMPOSITE METAL PANEL
ASSEMBLY

4" MINERAL WOOL
INSULATION

AIR VAPOR BARRIER

1/2" EXTERIOR SHEATHING

5/8" GWB

6" COLD FORMED
METAL FRAMING

3 5/8"
METAL
STUD

1 5/8"
METAL
STUD

3 5/8"
METAL
STUD

1'-9" WIDE CONT STEEL
PLATE SUPPORT, SEE
STRUCTURE

(STL PLATE)

6"

(STEEL PLATE)

1' - 3"

CFMF DEFLECTION TRACK

4" Z-GIRT FURRING WITH
THERMAL BREAK HIGH
IMPACT PLASTIC SHIMS

BRACE METAL STUD
FURRING TO CFMF
AND STRUCTURE

STEEL BEAM WITH SPRAY
FIREPROOFING, SEE
STRUCTURE

7 
1/

2"

STAIRS

SECOND FLOOR
103'-1"

A

1' - 5"

3'
 -

 5
 1

/2
"

HUNG EXTERIOR
GYPSUM CEILING
ASSEMBLY

6 
1/

2"
7 

1/
2"

HUNG DROPPED EXTERIOR
GYPSUM SOFFIT

3" MINERAL WOOL
INSUL OVER AVB
ON 1/2" EXT
SHTHG SECURED
TO HUNG CFMF

1' - 5"

2' - 10"
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SECTION DETAILS

A3-2.1

REPLACE / RELOCATE
DEFICIENT ICU

Checker

Approver

SCALE:  1 1/2" = 1'-0"5
SECTION DETAIL OF ROOF EDGE AT MP WALL

SCALE:  1 1/2" = 1'-0"9
SECTION DETAIL AT CURTAIN WALL SUNSHADE

SCALE:  1 1/2" = 1'-0"10
PLAN DETAIL OF CURTAIN WALL SUNSHADE

SCALE:  1 1/2" = 1'-0"15
SECTION DETAIL AT CURTAIN WALL SILL

SCALE:  1 1/2" = 1'-0"20
SECTION DET AT SOFFIT

SCALE:  1 1/2" = 1'-0"4
SECTION DETAIL AT CURTAIN WALL SILL

SCALE:  1 1/2" = 1'-0"19
SECTION DETAIL AT 2ND FLOOR EDGE-OF-SLAB

SCALE:  1 1/2" = 1'-0"8
SECTION DETAIL OF HM DOOR AT STAIRS

SCALE:  1 1/2" = 1'-0"14

SECTION DETAIL OF HM DOOR THRESHOLD AT
STAIRS

SCALE:  1 1/2" = 1'-0"18

SECTION DETAIL AT METAL PANEL SILL AND
FOUNDATION WALL

SCALE:  1 1/2" = 1'-0"3
SECTION DETAIL AT STAIRS

SCALE:  1 1/2" = 1'-0"13

SECTION DETAIL OF DROPPED SOFFIT  AT
EXTERIOR HUNG CEILING ASSEMBLY
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1

TOP OF STEEL
116'-1 1/2"

2' - 0" +/- 4 1/2"

(H
P

)

8 
1/

2"

4" ROOF/WALL BELLOWS
EXP JT CVR ASSEMBLY

4" BATT INSUL ON
HUNG WIRE MESH
SUPPORT

REMOVE PORTION OF (E) BRICK FACE
(SHORE ACCORDINGLY) AND INSTALL
NEW THRU-WALL SS FLASHING WITH
COMPATIBLE TRANSITION MEMBRANE
FLASHING AND SS TERM BAR TO (E)
CMU BACKER WALL

ALUM THRU-WALL FLASH

PVC ROOFING
ASSEMBLY, TYP

2 HR RATED
CAVITY WALL

+/- 3 1/4"

CONT WD BLKG

(E) CONC BANDING

(E) BRICK AND CMU
BACK-UP WALL (VIF)

+/- 8 1/2"

1' - 5"

4"

3 3/4"

CONT TRD PT WD BLKG

(E) CONC
TOP BAND

+/- 1' - 1"

EJC FLANGE
LAPPED OVER PVC

(E) BRICK/CMU
WALL

HOT-AIR WELD
PVC FLASH

2' - 0"

4 
1/

2"
5 

1/
8"

3"

7"

3
0
°

3"

1

7"5" 5"

2 HR RATED
SHAFTWALL
PARTITIONS

7" CEILING EXP JT
COVER ASSEMBLY

2 HR FIRE BLANKET

EX FACE BRICK

EX RELIEVING ANGLE

SUSPENDED CEILING
ASSEMBLY, SEE RCP

7" WALL EXP JT
COVER ASSEMBLY
WITH 2-HR FIRE
BLANKET BEYOND

2-HR RATED JOINT
ASSEMBLY, TYP

EX CONC SPANDREL

+/- 4 3/4"

EX COL LINE E.1

+/- 1' - 5"

+/- 1' - 1" +/- 4"

2' - 0"

NEW SHELF ANGLE,
SEE STRUCTURE

SECOND FLOOR
103'-1"

2 1/2"

7" FLOOR EXP JT COVER ASSEMBLY

4" 7" 4"

1' - 3"

3/
4"

NON SHRINK GROUT
LEVELING BED AS REQUIRED

7" WIDE 2-HR RATED FIRE BARRIER
UL #FF-D-2017

FLOOR FINISH, SEE FIT-OUT DWGS

HUNG AND BRACED CFMF
(BRACING SHOWN CONCEPTUALLY)

EX CONC
SPANDREL
(8 1/2" X 32 1/4")

EX BRICK AND
CMU WALL (VIF)

EX 5' X 3 1/2" X 3/8"
CONT SHELF
ANGLE

PATCH AND MATCH (E)
FLOOR TOPPING

2" EXTERIOR EXP JT COVER ASSEMBLY

5 
1/

4"
2'

 -
 4

 3
/4

"
7 

1/
2"

EXTERIOR PTD GYPSUM SOFFIT BOARD
ASSEMBLY SECURED TO CFMF ABOVE

3" MINERAL WOOL INSULATION

AIR VAPOR BARRIER ON 1/2"
EXTERIOR SHEATHING

PORTION OF (E)
FACE BRICK TO
REMAIN, ANCHOR
TO (E) BACKUP
WALL

CONT PT WD BLOCKING
SECURED TO CFMF

EX COL
LINE E.1

DASHED LINES, PARTIAL REMOVAL OF
EXISTING FACE BRICK

+/- 1' - 0 1/2"+/- 4 1/2"

+
/-

 1
"

2"

BATT INSULATION

1

TOP OF STEEL
116'-1 1/2"

3
0
°

4 
1/

2"
5 

1/
8"

3"

4"

2' - 0"

1' - 5" 3 3/4" +/- 3 1/4" +/- 1' - 1"

4" ROOF/WALL BELLOWS
EXP JT CVR ASSEMBLY

4" BATT INSUL ON
HUNG WIRE MESH
SUPPORT

ALUM SILL FLASHING

PVC ROOFING
ASSEMBLY, TYP

2 HR RATED
CAVITY WALL

CONT WD BLKG

(E) CONC BANDING

(E) WINDOW

CONT PT WD BLOCKING

(E) CONC SILL

EJC FLANGE LAPPED
OVER PVC

(E) BRICK/CMU
WALL

(H
P

)

8 
1/

2"

+
/-

 2
' -

 1
"

+/- 1' - 1"

HOT-AIR WELD
PVC FLASH

1' - 5"

2' - 0"

TO (E) BRICK FACE

3"

2"

+/- 1' - 1"

HUNG AND BRACED CFMF
(BRACING SHOWN
CONCEPTUALLY)

(E) CONC
SPANDREL
(8 1/2" X 32 1/4")

(E) BRICK AND
CMU WALL (VIF)

(E) 5' X 3 1/2" X 3/8"
CONT SHELF
ANGLE

2" EXTERIOR EXP JT
COVER ASSEMBLY

EXT PTD GYP
SOFFIT BOARD
CELING ASSEMBLY
SECURED TO
HUNG CFMF
ABOVE

3" MINERAL WOOL
INSULATION

AIR VAPOR BARRIER
ON 1/2" EXT SHTHG

BATT INSULATION

(E) WINDOW
(VIF)

6"

+
/-

 9
"

3" Z-GIRT FURRING

CONT WD BLOCKING
SECURED TO CFMF

5 
1/

4"

6 
3/

8"

STEEL TUBE BEAM, SEE STRUCTURAL DWGS

STAIR MID-LANDING SUPPORT
CHANNEL/HANGER ASSEMBLY SECURED TO
STRUCTURAL STEEL TUBE FRAMING ABOVE
(SEE NOTE ABOVE AND COORDINATE WITH
STRUCTURE)

STEEL CHANNEL OUTSIDE STRINGER

CONC STAIR MID-LANDING

STEEL ROD HANGER

FACE OF GWB PARTITION

NOTE:
HANGER ASSEMBLY AND CONNECTIONS
SHOWN FOR INTENTION ONLY - STAIR
INSTALLER TO PROVIDE ACTUAL DETAILS
FOR ASSEMBLY AND CONNECTION TO
STRUCTURAL STEEL FRAMING

3 1/2"

8"
2'

 -
 1

0"

3'
 -

 6
"

2'
 -

 1
0 

1/
4"

 T
O

P
 O

F
 H

A
N

D
R

A
IL

4" MAX

EQ SPACING

1 1/2" OD  STL TUBE GUARDRAIL

1 1/2" OD  STL VERT SUPPORT POST
(NOTE: PROV VERT SUPPORT POSTS
AT EQ DISTANCE, 4'-0" MAX
SPACING, BETWEEN LANDINGS)

STL HANDRAIL BRACKET
SECURED TO VERT POSTS

3 1/2"

1 1/2" OD  STL HANDRAIL ON
BRACKETS SECURED TO VERT
POSTS

STL LANDING
SUPPORT CHANNELS,
SECURED TO STR STL
FRAMING BEYOND

STL CHANNEL STRINGERS SECURED
TO LANDING SUPPORT CHANNELS

3 
1/

2"

1 1/2" 2 1/4"

CONCRETE STAIR
MID-LANDING

FLOOR FINISH,
SEE FIT-OUT
DWGS

CONC TREADS ON STL PLATE
SUPPORT AND RISERS, TYP

NOTE: DASHED LINES, OPTIONAL
HUNG SUPPORT TO STR BEAM ABOVE

NOTES:
1) FOR STAIR RISER HEIGHTS, SEE STAIR SECTIONS.
2) FOR SUSPENDED CEILINGSS BELOW LANDINGS, SEE RCPS.

2"

11"

11" 7"
 M

A
X

7"
 M

A
X

3'
 -

 6
 1

/4
" 

T
O

P
 O

F
 G

U
A

R
D

R
A

IL

3 
1/

2"
2 

1/
4"

4"

WALL HANDRAIL
BEYOND, EXTEND 1'-0"
BEYOND TOP RISER

ALUM SAFETY NOSING
(SIM WOOSTER TYPE
231BF), TYP

OPTIONAL SUPPORT
CONNECTIONS TO STEEL
FRAMING (FABRICATOR TO
DETERMINE ACTUAL
CONNECTION METHOD)

8"
2'

 -
 1

0"
  T

O
P

 O
F
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1 1/2" OD  STL VERT
SUPPORT POST
(NOTE: PROVIDE
VERT SUPPORT
POSTS AT EQUAL
DISTANCE, 4'-0"
MAX SPACING,
BETWEEN
LANDINGS)

1/2" DIA ROD STL
HANDRAIL BRACKET
SECURED TO VERT
POSTS

1 1/2" OD  STL HANDRAIL ON
BRACKETS SECURED TO VERT
POSTS

STL LANDING SUPPORT
CHANNELS SECURED TO STRUCT
EDGE-OF-SLAB OR STL FRAMING

STL CHANNEL STRINGERS SECURED
TO LANDING SUPPORT CHANNELS

CONC FLOOR,
SEE STRUCTURE

FLOOR FINISH,
SEE FIT-OUT

CONC TREADS ON STL PLATE
SUPPORT AND RISERS, TYP

1' - 1 1/2"

TREAD INFILL
LEVEL WITH
FLOOR

NOTE: FOR STAIR TREAD AND RISER SIZES, SEE STAIR PLAN
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4"

STL BEAM, SEE
STRUCTURE

SPRAY
FIREPRFG

ALUM SAFETY NOSING (SIM
WOOSTER TYPE 231BF), TYP

(EOS)

6"

NOTE: FOR SECTION AT
GUARDRAIL BEYOND,
SEE 14/A3-2.2

RETURN HANDRAIL
BACK TO VERT POST

3 
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2"

WALL MOUNTED HANDRAIL
BRACKET ANCHORED TO FIRE-
TREATED WOOD BLOCKING
SECURED BETWEEN THE METAL
STUD FRAMING

1 1/2" DIA TUBING HANDRAIL
2'-10" ABOVE TREAD NOSE, SEE
ENLARGED DETAIL ON THIS SHEET

CONC TREADS ON
STL PLATE SUPPORT
AND RISERS, TYP

STL LANDING
SUPPORT CHANNEL
BEYOND

PTD STEEL CHANNEL
STRINGER
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BRACKETS SECURED TO
VERTICAL POSTS
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VERT  TUBEING
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TO 1 1/2" PIPE RAILS,
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MAX

1 1/2" DIA TUBING
BOTTOM RAIL

PTD STEEL
CHANNEL
STRINGER

CONC TREADS
ON STL PLATE
SUPPORT AND
RISERS, TYP

STL LANDING
SUPPORT
CHANNEL
BEYOND
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EDGE STOP AT
LANDING
BEYOND
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1 1/2" OD  STL TUBE GUARDRAIL

1 1/2" OD  STL VERT
SUPPORT POST
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DISTANCE, 4'-0" MAX
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LANDINGS)
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HANDRAIL BRACKET
SECURED TO VERT
POSTS
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1 1/2" OD  STL HANDRAIL ON
1/2" DIA ROD BRACKETS
SECURED TO VERT POSTS

STL ANGLE AND ANCHORS
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CONCRETE FLOOR
SLAB

FLOOR FINISH, SEE
FIT-OUT DWGS

CONC TREADS ON STL PLATE
SUPPORT AND RISERS, TYP

NOTES:
1) FOR STAIR RISER
HEIGHTS, SEE STAIR
SECTIONS
2) FOR SUSPENDED
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RATED PARTITION
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(REF UL NO HW-D-0571)

EOS
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TO WALL

ALUM SAFETY NOSING (SIM
WOOSTER TYPE 231BF), TYP
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SCALE:  1 1/2" = 1'-0"5
SECTION DETAIL AT ROOF EXP JOINT COVER

SCALE:  1 1/2" = 1'-0"10
SECTION DETAIL AT CEILING EXP JOINT COVER

SCALE:  1 1/2" = 1'-0"15
SEC DET AT FLOOR & EXT CLG EXP JOINT COVER

SCALE:  1 1/2" = 1'-0"4
SECTION DETAIL AT ROOF EXP JOINT COVER

SCALE:  1 1/2" = 1'-0"9

SECTION DETAIL OF EXTERIOR CEILING EXP JOINT
COVER ASSEMBLY AT (E) WINDOW

SCALE:  1 1/2" = 1'-0"6
SECTION DETAIL AT STAIR MID-LANDING SUPPORT

SCALE:  1 1/2" = 1'-0"2
SECTION DETAIL AT STAIR MID-LANDING

SCALE:  1 1/2" = 1'-0"3
SECTION DETAIL AT STAIR TOP FLOOR LANDING

SCALE:  1 1/2" = 1'-0"12

SECTION DETAIL AT
STAIR STRINGER AND WALL MOUNTED HANDRAIL

SCALE:  1 1/2" = 1'-0"11
SECTION DETAIL AT STAIR STRINGERS

SCALE:  1 1/2" = 1'-0"1

SECTION DETAIL AT STAIR BOTTOM FLOOR
LANDING

SCALE:  1 1/2" = 1'-0"8
ELEVATION DETAIL AT STAIR GUARDRAIL

SCALE:  1 1/2" = 1'-0"7

SECTION DETAIL AT
CONCRETE FLOOR TO STAIR LANDING TRANSITION

SCALE:  1 1/2" = 1'-0"13
ELEVATION AT WALL MOUNTED STAIR HANDRAIL

SCALE:  1 1/2" = 1'-0"14

SECTION DETAIL AT
STAIR GUARDRAIL AND TOP LANDING
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1.4
5/8" GWB, SEE
FIT-OUT DWGS

6" CFMF

COMPOSITE METAL PANEL

AIR VAPOR
BARRIER

4" MINERAL WOOL
INSULATION

VERTICAL MP JOINT,
SEE EXTERIOR ELEVATION

1/2" EXTERIOR
SHEATHING

HORIZONTAL 4" METAL Z-GIRT
FURRING SUPPORTS

EXTERIOR

GWB COLUMN ENCLOSURE,
SEE FIT-OUT DWGS

INTERIOR
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8"

5/
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1/
2"

3

PTD 1/2" PVC SHEET CLADDING

2" MINERAL WOOL INSULATION
1/2" EXT SHEATHING

3 5/8" CFMF

2" Z-GIRT FURRING

AIR VAPOR BARRIER

STEEL COL WITH
SPRAY FIREPROOFG,
SEE STRUCTURE

DOWNLEADER WITH
1" PIPE INSULATION
WHERE NOTED, SEE
PLUMBING DWGS
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2' - 10"  TYPICAL
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2 '- 6"   (AT COLS C/1.2 & D/1.2)
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D

5/8" GWB ON METAL
STUDS, SEE FIT-OUT DWGS

AIR VAPOR BARRIER

REINF TRANSITION AVB
MEMBRANE FLASHING,
EXTEND INTO CW
GLAZING POCKET PRIOR
TO SETTING GLASS

COMPOSITE METAL PANELS

EXTERIOR

INTERIOR

1/2" EXT SHEATHING

SPRAY FOAM INSULATION

6" NESTED CFMF

CONTINUOUS WOOD
BLOCKING

CURTAIN WALL ASSEMBLY

SOLID SURFACE WINDOW
STOOL BELOW

CURTAIN WALL SILL
BELOW

TRANSITION AVB
MEMBRANE FLASHING,
WRAP WOOD BLOCKING

4" MINERAL WOOL
INSULATION

1' - 10"

6 1/2"1/2"6"9"

2 1/2"

3/
4"

1/2"

6 1/4"

1' - 7 1/2"

4" Z-GIRT FURRING

6" COLD FORMED
METAL FRAMING

SEALANT AND BACKER ROD

CURTAIN WALL VERT
FRAME WITH STRUCTURE
GLASS AND NO COVER

5"

1' - 0"
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 -

 0
"

EA

7"

COMPOSITE METAL PANEL
ON 4" Z-GIRT FURRING

7" WALL EXPANSION JOINT COVER
ASSEMBLY

AIR VAPOR BARRIER ON
EXTERIOR SHEATHING

4" MINERAL WOOL INSULATION

2" EXTENDED MP SIDE LEG
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1/

2"
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1/
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 -
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6" NESTED CFMF

4" BATT INSULATION

REINFORCED EPDM OR NEOPRENE
TRANSITION MEMBRANE FLASHING,
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(E) BRICK
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WALL (VIF)
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EXPAN JOINT
COVER BELOW

7" INTERIOR WALL
EXPANSION JT COVER

2-HR RATED FIRE BLANKET

2-HR SHAFTWALL PARTITIONS

2 1/2" WIDE FLOOR
OPENING BELOW

PARTIAL DEMO TO (E)  BRICK AND
CMU WALL FOR PASS-THRU
OPENING, SEE FIT-OUT DWGS

GROUT CAVITY
OPENING

7"

7"

E14

FACE OF
(E) BRICK

3/4" 2 1/2"

1/
2"

6"

5/8" GWB

EXTERIOR
COMPOSITE METAL PANELS

AVB ON 1/2" EXT SHTHG

4" MINERAL WOOL INSULATION

SEALANT AND BACKER ROD

PREFAB
ADJ ALUM
PARTITION
CLOSURE

6" NESTED CFMF

CURTAIN WALL ASSEMBLY

MP SILL BELOW

REINF TRANSITION AVB MEMB FLASH W/
TERM BAR - EXTEND INTO CW GLAZING
POCKET PRIOR TO SETTING GLASS

INTERIOR

GWB ON METAL STUD
FURRING , SEE FIT-OUT DWGS

SOLID SURFACE STOOL
BELOW (ALSO SEE PLAN
DETAIL BELOW STOOL)

SPRAY FOAM INSULATION
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6" NESTED CFMF

CURTAIN WALL ASSEMBLY

DASHED LINE,
STOOL
ABOVE

REINF TRANSITION AVB MEMB
FLASH W/ TERM BAR - EXTEND
INTO CW GLAZING POCKET
PRIOR TO SETTING GLASS

INTERIOR

GWB ON METAL STUD
PARTITION , SEE FIT-OUT DWGS

3 5/8" METAL STUD FURRING

SPRAY FOAM INSULATION

ALUM BACKPAN WITH
SEMI-RIGID INSULATION
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AIR VAPOR BARRIER

4" MINERAL WOOL
INSULATION

1/2" EXTERIOR
SHEATHING

HORIZONTAL 4" METAL Z-
GIRT FURRING SUPPORTS

EXTERIOR

INTERIOR

SEALANT AND
BACKER ROD

OUTSWING HM DOOR
AND FRAME ASSEMBLY

AVB TRANSITION MEMBRANE
ADHERED TO FACE OF HM DOOR
FRAME W/ TERMINATION BAR

NESTED 6" CFMF

JAMB PROTECTION
(SIM TO ZERO #326AA)

CONTINUOUS PT
WOOD BLOCKING

ALUM THRESHOLD BELOW
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2" MINERAL WOOL INSULATION
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3 5/8" CFMF

EXTERIOR FT WD BLOCKING

AVB

STEEL COL (W12)
WITH SPRAY
FIREPRFG, SEE
STRUCTURE
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CONC PIER BELOW,
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2" MINERAL WOOL INSULATION

1/2" EXT SHEATHING

3 5/8" CFMF

EXTERIOR FT WD BLOCKING
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STEEL COL (W12)
WITH SPRAY
FIREPRFG, SEE
STRUCTURE

CONC PIER
BELOW, SEE
STRUCTURE

EXISTING WALL
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(E) MAIN BUILDING

2

C

5/8" GWB

3 5/8" METAL STUD

STEEL COLUMN WITH
SPRAY FIREPROOFING,
SEE STRUCTURE

CORNERGUARD,
SEE INTERIOR FIT-
OUT DWGS
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SEE FIT-OUT DWGS
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METAL PANELS

AVB ON 1/2" EXT SHEATHING

4" MINERAL WOOL INSULATION

PERIMETER SEALANT
AND BACKER ROD

SPRAY FOAM INSULATION

6" NESTED CFMF

CONT PT
WD BLKG

CURTAIN
WALL
ASSEMBLY

SOLID SURFACE
WINDOW STOOL BELOW

CURTAIN WALL SILL BELOW

TRANSITION AVB MEMB FLASHING -
EXTEND INTO CW GLAZING POCKET AND
SECURE PRIOR TO SETTING GLASS

3/4"

STEEL COLUMN WITH SPRAY
FIREPROOFING, SEE STRUCTURE

1' - 2 5/8"1' - 0"
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 -
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"

INTERIOR

EXTERIOR

INTERIOR
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C

2' - 0"  DIA

1' - 0"1' - 0"

R
 1'-0"

PTD GLASS REINFORCED GYSUM
(GRG) COLUMN COVER

TAPED JOINT

STEEL COLUMN WITH SPRAY
FIREPROOFING, SEE STRUCTURE

3 5/8" METAL STUDS

2" METAL Z-GIRT SECURED TO COLUMN
PRIOR TO SPRAY FIREPROOFING
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PLAN DETAILS

A3-3.1

REPLACE / RELOCATE
DEFICIENT ICU

Checker

Approver

SCALE:  1 1/2" = 1'-0"2

PLAN DETAIL AT 2ND FLOOR CONNECTOR
(AT COL LINES F & 1.4)

SCALE:  1 1/2" = 1'-0"6
PLAN DETAIL AT EXTERIOR COLUMN ENCLOSURE

SCALE:  1 1/2" = 1'-0"3

PLAN DETAIL OF 2ND FLOOR CURTAIN WALL JAMB
(AT COL LINES D & 4)

SCALE:  1 1/2" = 1'-0"4

PLAN DETAIL AT EXTERIOR WALL EXPANSION
JOINT COVER ASSEMBLY

SCALE:  1 1/2" = 1'-0"5

PLAN DETAIL OF INTERIOR WALL EXPANSION JOINT
COVER

SCALE:  1 1/2" = 1'-0"10
PLAN DETAIL AT CURTAIN WALL JAMB

SCALE:  1 1/2" = 1'-0"11

PLAN DETAIL AT CURTAIN WALL AND INTERIOR
PARTITION (BELOW STOOL)

SCALE:  1 1/2" = 1'-0"9
PLAN DETAIL AT STAIRS

SCALE:  1 1/2" = 1'-0"8
PLAN DETAIL AT CORNER COLUMN ENCLOSURE

SCALE:  1 1/2" = 1'-0"7
PLAN DETAIL AT COLUMN ENCLOSURE

SCALE:  1 1/2" = 1'-0"12

PLAN DETAIL AT INTERIOR COLUMN ENCLOSURE
(1-HR RATED WHERE NOTED ON PLAN)

SCALE:  1 1/2" = 1'-0"1
PLAN DETAIL AT CURTAN WALL JAMB

SCALE:  1 1/2" = 1'-0"13

PLAN DETAIL OF GLASS REINFORCED GYPSUM
COLUMN COVER
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THERMAL BARRIER

SPRAY FIRE PROOFING

METAL CAP SECURED @
24" OC PVC MEMBRANE FLASHING

PVC MEMBRANE ROOFING

TAPERED RIGID INSULATION

EQUIPMENT SUPPORT  BOLTED WITH
NEOPRENE WASHER OR CAULK

STRUCTURAL STEEL
SUPPORT, SEE STRUCTURE

8"
 M

IN

CONTINUOUS TREATED
WOOD NAILER ANCHORED
24" OC MAX

VAPOR RETARDER

HOT-AIR WELD

SEALANT

#6 SHEET METAL SCREW 6" O.C.
MAX LENGTH AS REQD TO
PENETRATE INTERIOR DUCT WALL

ST STL FLASHING

PVC MEMBRANE ROOFING

TAPERED RIGID
INSULATION

THERMAL BARRIER

VAPOR  RETARDER

3 5/8" CFMF

1/2" EXTERIOR PLYWD

2" RIGID INSULATION

BENT METAL SUPPORT
FOR PVC MEMBRANE
FLASHING

4" BATT INSULATION

PVC VERT MEMBRANE FLASHING

METAL DECK
1" MIN

FIRE SAFING AROUND
ENTIRE OPENING

8"
 M

IN

 DUCT WALL

1/2" EXT SHEATHING

CONT WD NAILER

SS TERM BAR FASTENED @
12" OC

HOT-AIR WELD

SEALANT

#6 SHEET METAL SCREW 6" O.C.
MAX LENGTH AS REQD TO
PENETRATE INTERIOR DUCT WALL

ST STL FLASHING

PVC MEMBRANE ROOFING

TAPERED RIGID
INSULATION

THERMAL BARRIER

VAPOR  RETARDER

3 5/8" COLD FORMED
METAL FRAMING

1/2" EXTERIOR PLYWD

DOUBLE-WALL
INSULATED DUCT

METAL SUPPORT FOR
TRANSITION PVC
MEMBRANE FLASHING

4" BATT INSULATION

PVC VERT MEMBRANE FLASHING

METAL DECK
1" MIN

FIRE SAFING AROUND
ENTIRE OPENING

SS TERM BAR FASTENED
12" OC

HOT-AIR WELD

VAPOR RETARDER

PIPE (TEMP NOT EXCEED
180 DEGREES F)

MEMBRANE
UNDERLAYMENT
BOARD

STAINLESS STEEL CLAMPING RING

PVC MEMBRANE ROOFING

THERMAL BARRIER

SEALANT

PVC  VERT AND BASE MEMBRANE FLASHING

TAPERED RIGID
INSULATION

VAPOR RETARDER

CONTINUOUS
SEALANT

METAL DECK

HOT-AIR WELD

VAPOR RETARDER

MULTIPLE PIPE PENTRATIONS
(TEMP NOT EXCEED 120 DEGREES F)

MEMBRANE
UNDERLAYMENT
BOARD

PVC MEMBRANE ROOFING

THERMAL BARRIER

FILL COMPLETELY WITH
CROWNED POURABLE SEALANT

TAPERED RIGID
INSULATIONVAPOR

RETARDER

1" MIN ALL SIDES

COMPRESSIBLE FILLER

ROOFING PRE-MOLDED PIPE FLASHING
WITH SPLICED CLOSURE PIECE

4"

CONTINUOUS
SEALANT, TYP

METAL DECK

VAPOR RETARDER

1/2" TO 6 1/2" PIPE
(TEMP NOT EXCEED 180 DEGREES F)

MEMBRANE
UNDERLAYMENT
BOARD

STAINLESS STEEL CLAMPING RING

PVC MEMBRANE ROOFING

THERMAL BARRIER

SEALANT

PRE-MOLDED PVC PIPE FLASHING

TAPERED RIGID
INSULATIONVAPOR

RETARDER

7" DIA MAX

CONTINUOUS
SEALANT

METAL DECK

STAINLESS STEEL U-BAR
SAFETY ANCHOR BY MFR

WELD TO TOP OF
STEEL BEAM (COORD
WITH STRUCTURE)

SPRAY FIREPROOFING

BM

STEEL DECK,
SEE STRUCTURE

THERMAL BARRIER

TAPERED RIGID
INSULATION

VAPOR RETARDER

GALVANIZED STEEL
ANCHOR PIER

PVC VERT MEMBRANE BASE
FLASHING

STAINLESS STEEL
DRAW BAND

PVC MEMBRANE ROOFING

SEALANT

PVC MEMBRANE FLASHING

HOT-AIR WELD

ROOF DRAIN ASSEMBLY, SEE PLUMBING DWGS

PVC MEMBRANE ROOFING, EXTEND
MIN 1/2" FROM ATTACHMENT POINTS
OF DRAIN CLAMPING RING

TAPERED RIGID INSULATION
LP AT DRAIN

METAL DECK WITH SPRAY
FIREPROOFING

UNDERDECK CLAMP

VAPOR RETARDER

.
SL DN
1/4"/FT MIN

(R
O

O
F

)

5"
 L

P

PVC MEMBRANE FLASHING AT DRAIN
SUMP (IF SLOPE IS GREATER THAN 1:4)

THERMAL BARRIER

(S
U

M
P

)
1 

3/
4"

 M
IN

VAPOR RETARDER

HSS GALV STEEL TUBE
POST-UP, SEE STRUCTURE

PVC MEMBRANE ROOFING

LAP SEALANT

PVC VERT MEMBRANE FLASHING

TAPERED RIGID
INSULATION

8"
 M

IN

STAINLESS STEEL CLAMPING RING

SPRAY FOAM
INSULATION

THERMAL BARRIER

BASE PLATE WELDED ON TOP OF
STRUCTURAL BEAM, SEE STRUCTURE

CONTINUOUS SEALANT

METAL DECK

HOT-AIR WELD

PVC FLASHING
MEMBRANE

STEEL BEAMS WITH
SPRAY FIREPROOFING,
SEE STRUCTURE

TYP RAILS AND POSTS
SHALL BE 1 1/4" ID PTD
STL PIPE

LANDING WIDTH
20" MIN CLEAR OF
OUTSWING
DOORS10" CHANNEL

15.3, TYP

SECURE CHANNEL
LANDING TO
ROOFTOP
MECHANICAL AHU

3" X 3" X 4" X 1/4" ANGLE,
WELD TO STL CHANNELS

BEARING BAR

10" CHANNEL 15.3, TYP

4" X 4" X 1/4" PTD ANGLE STL TUBE CAP,
WELD TO CHANNEL AND STEEL TUBE

FLASHING, SEE STEEL
TUBE POST-UP SUPPORT
WATERPROOFING DETAIL

4" X 4" X 1/4"
GALV STL TUBE

BASE PLATE SECURED TO STEEL
BEAMS, SEE STRUCTURE

PVC ROOFING
ASSEMBLY

TREAD

11"

1"

E
Q

E
Q

GENERAL NOTES:
1) ALL STEEL SHALL BE GALVANIZED.
2) STAIR AND PLATFORMS SHALL BE
DESIGNED TO SUPPORT A MIN OF 200 LBS
PER SQ FT LIVE LOAD.
3) ALL PIPE RAIL AND POST CONNECTIONS
SHALL BE WELDED AND GROUND SMOOTH.
4) VERIFY TOTAL RISE OF STAIR IN THE FIELD
AS WELL AS ROOFING THICKNESS PRIOR TO
FABRICATION OF STAIRS.
5) LOCATE STAIR AT PH EQUIPMENT ENTRY
DOORS PER ROOF PLAN.
6) STAIRS TO CONFORM WITH OSHA
REQUIREMENTS.
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POLYESTER REINF ROLLED
MEMBRANE ROOF WALKWAY PAD

FASTEN ON CONT ADHESIVE
BED AND HOT-AIR WELD 2"
CONTINUOUS AROUND
ENTIRE PERIMETER

NOTES:
1) REFER TO MECH AND ARCH ROOF PLANS  FOR REQUIRED LOCATIONS
OF WALKWAY PADS.
2) REFER TO MANUFACTURER'S INSTRUCTIONS FOR INSTALLATION.
3) LEAVE 2" BETWEEN WALKWAY PADS.

CUT PER DESIRED LENGTH 3"

SEE ROOF EXPANSION
JOINT DETAIL

EXPANSION
JOINT

1' - 0"

*NOTE: TOP EDGE HEIGHT OF TOP RAILS, OR EQUIVALENT GUARDRAIL SYSTEM MEMBERS, SHALL BE 42 INCHES (1.1
M) PLUS OR MINUS 3 INCHES (8 CM) ABOVE THE WALKING/WORKING LEVEL (OSCHA 1926.50 (B)(2).
GUARDRAILS SHALL BE TOP-MOUNTED OR SIDE-MOUNTED, AS SHOWN ON DRAWINGS AND DESIGNED TO WITHSTAND
200 LBS CONCETRATED LOAD APPLIED IN ANY DIRECTION AND AT ANY POINT ON THE TOP RAIL AND MEETS OR
EXCEEDS OSCHA 1926.502(b) STANDARDS.

1 1/2" DIAMETER
GALV STEEL OR
SCHEDULE 40 ALUM

ROOFING
ASSEMBLY

2' - 0"

EX MAIN
BUILDING

2' - 8"

TOP OF STEEL END RAILEND RAIL INTERMEDIATE RAIL

8"

A3-4.1
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 -
 6

"MIDRAILS - 1 1/2" DIA
GALV STEEL OR
SCHEDULE 40 ALUM

MULTIPLE PIPE PENTRATIONS
(4 PIPES MAX WITH OD 3/8"-2")

MEMBRANE
UNDERLAYMENT
BOARD

PVC MEMBRANE ROOFING

THERMAL BARRIER

PREFAB RUBBER CAP

TAPERED RIGID INSULATION

VAPOR RETARDER

COMPRESSIBLE FILLER

PREFAB ALUM BOOT

CONTINUOUS
SEALANT, TYP

PVC MEMBRANE FLASHING

SS CLAMPING RING

HOT-AIR WELD

INSIDE HANDLE WITH
PADLOCK HASP

INSULATED COVER

CAP FLASHING

1" INSULATED CURB

PVC MEMBRANE
ROOF

MOUNT LADDER THIS SIDE

5/8" GWB

STEEL
FRAMING,
SEE
STRUCTURE

PADLOCK HASP

AUTOMATIC HOLD-OPEN
AND OPERATING ARM

1'
 -

 0
"

HATCH WIDTH - SEE ROOF PLAN

PVC MEMBRANE
FLASHING

THERMAL BARRIER

PT WOOD BLOCKING

TERMINATION BAR

VAPOR RETARDER

TAPERED RIGID
INSULATION

CURB LINER WITH 1 1/2"
RIGID INSULATION

PVC MEMBRANE ROOFING

TAPERED RIGID
INSULATION

THERMAL BARRIER

VAPOR  RETARDER

PVC VERT MEMBRANE FLASHING

HOT-AIR WELD

WOOD NAILER

GASKET

CONT STEEL SUPPORT,
SEE STRUCTURE

ROOF INSULATION, VB AND
THERMAL BARRIER BELOW
UNIT IF IT IS NOT
INSULATED

PREFAB HEAVY GALV STEEL INSULATED
CURB, SEE MECHANICAL

* 1 1/2" * 2"

MECH UNIT

8"
  M

IN

NOTE: ACTUAL SELECTED  PREFABRICATED MECHANICAL EQUIPMENT CURB AND VIBRATION
ISOLATOR MAY DIFFER FROM ABOVE. FOLLOW RECOMENDATIONS OF THE SELECTED
MANUFACTURER.

3"
8"

  (
H

P
)

3" METAL DECK, SEE
STRUCTURE

CHANNEL SUPPORT

VIBRATION ISOLATOR
COUNTERFLASHING

VAPOR RETARDER

1 1/2" O.D. GUARDRAIL PIPE SUPPORT

STAINLESS STEEL CLAMPING RING

PVC MEMBRANE ROOFING

THERMAL BARRIER

SEALANT

PRE-MOLDED PVC PIPE FLASHING

TAPERED RIGID
INSULATION

CONTINUOUS
SEALANT

METAL DECK, SEE
STRUCTURE

STEEL BEAM WITH
SPRAY FIREPROOFING

WELD PIPE TO TOP
OF STEEL BEAM,
SEE STRUCTURE

PVC MEMBRANE ROOFING

TAPERED RIGID
INSULATION

THERMAL BARRIER

VAPOR  RETARDER

PVC VERT MEMBRANE
FLASHING

HOT-AIR WELD

WOOD NAILER

CONT STEEL SUPPORT,
SEE STRUCTURE

PREFAB HEAVY GAGE
GALV STEEL CURB,
SEE MECHANICAL

CHILLER ABOVE,
SEE MECHANICAL

*NOTE: CONFIRM CHILLER CURB
SIZE WITH RECOMENDATIONS OF
THE SELECTED MANUFACTURER.
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"

METAL CAP FLASHING

(8
" 
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)

V
A

R
IE

S
3"

WIDTH

*CURB

VIBRATION SPRING ISOLATORS LOCATED
AT EACH MOUNTING POINT PER MFR
RECOMMENDATIONS

CURB MFR TO PROVIDE
INSULATION INSIDE CURB

3" METAL DECK,
SEE STRUCTURE
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A3-4.1
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SCALE:  1 1/2" = 1'-0"7
SECTION DETAIL OF SLEEPER CURB AT ROOF

SCALE:  1 1/2" = 1'-0"1

SECTION DETAIL OF CURB FOR DUCT
PENETRATION AT ROOF

SCALE:  1 1/2" = 1'-0"2

SECTION DETAIL OF CURB FOR INSULATED DUCT
PENETRATION AT ROOF

SCALE:  1 1/2" = 1'-0"3

SECTION DETAIL OF LARGE PIPE PENETRATION AT
ROOF

SCALE:  1 1/2" = 1'-0"10

SECTION DETAIL OF MULTIPLE PIPE
PENETRATIONS AT ROOF

SCALE:  1 1/2" = 1'-0"4

SECTION DETAIL OF PRE-MOLDED PVC BOOT FOR
SMALL PIPE PENETRATION AT ROOF

SCALE:  1 1/2" = 1'-0"12
SECTION DETAIL OF ROOF ANCHOR AT ROOF

SCALE:  1 1/2" = 1'-0"6
SECTION DETAIL OF ROOF DRAIN AT ROOF

SCALE:  1 1/2" = 1'-0"14

SECTION DETAIL OF STEEL TUBE POST-UP
FLASHING AT ROOF

SCALE:  3/4" = 1'-0"8
SECTION DETAIL AT ROOF STAIRS

SCALE:  3/4" = 1'-0"9
MEMBRANE ROOF PAD FOR PVC ROOFING

SCALE:  3/4" = 1'-0"11
ELEVATION OF ROOF GUARDRAIL

SCALE:  1 1/2" = 1'-0"5

SECTION DETAIL OF PREFAB BOOT ASSEMBLY FOR
MULTIPLE-PIPE PENETRATIONS AT ROOF

SCALE:  3/4" = 1'-0"13
SECTION DETAIL AT ROOF HATCH

SCALE:  1 1/2" = 1'-0"15

SECTION DETAIL OF PREFAB INSULATED
EQUIPMENT CURB AT ROOF

SCALE:  1 1/2" = 1'-0"16

SECTION DETAIL AT ROOF GUARDRAIL PIPE
FLASHING SUPPORT

SCALE:  1 1/2" = 1'-0"17

SECTION DETAIL OF PREFAB INSULATED CHILLER
CURB AT ROOF
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PARTITION TO SEAL BETWEEN PARTITION
& BOTTOM OF DECK

ONE HOUR RATED SMOKE BARRIER
UL DESIGN # U419

2

4 7/8"

6A

ONE HOUR RATED PARTITION
UL DESIGN # U419

2A

STRUCTURAL DECK

STUD RUNNER ANCHORED TO STRUCTURAL DECK FOR
LATERAL BRACING

CEILING AS SCHEDULED

2 LAYER 5/8" FIRE RATED TYPE GWB TO
UNDERSIDE OF DECK, BOTH SIDES

3 1/2" MINERAL WOOL INSULATION - STC 53

3 5/8" METAL STUDS @ 16" O.C. TO
UNDERSIDE OF STRUCTURAL DECK

STUD RUNNER ANCHORED TO FLOOR

ACOUSTIC SEALANT

6 1/8"

5/8" MR GWB ON WET SIDE

PROVIDE FIRESTOPPING @ TOP OF
PARTITION TO SEAL BETWEEN PARTITION
& BOTTOM OF DECK

TWO HOUR RATED SMOKE BARRIER
UL DESIGN #: U419

3

3A

1 LAYER 5/8" FIRE RATED HI-IMPACT XP GWB
AT CORRIDOR SIDE

3B

MINERAL WOOL INSULATION - 2HR STC 50; 1HR STC 39

STEEL J-RUNNER ANCHORED TO
FLOOR

CEILING AS SCHEDULED

ACOUSTIC SEALANT

STRUCTURAL DECK

4" STEEL CH STUDS @ 24" O.C.

2HRS: 2 LAYERS 5/8" FIRE RATED
TYPE GWB TO UNDERSIDE OF DECK
1HR: 1 LAYER 5/8" FIRE RATED
TYPE GWB TO UNDERSIDE OF DECK

STEEL J-RUNNER ANCHORED TO
STRUCTURAL DECK FOR LATERAL BRACING

1" GWB LINER PANEL SET BETWEEN
STEEL CH STUDS

PROVIDE FIRESTOPPING @ TOP OF
PARTITION TO SEAL BETWEEN
PARTITION & BOTTOM OF DECK

5 1/4"

TWO HOUR RATED SHAFT WALL [SMOKE BARRIER]
UL DESIGN #:  U415

4

ONE HOUR RATED SHAFT WALL - UL DESIGN #:  U415
4A
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DOOR & FRAME SCHEDULE (ALL)

DOOR # ROOM NAME

DOOR SIZE

GLAZING
TYPE

FRAME

HARDWARE
FIRE

RATING REMARKSTYPE MATERIAL WIDTH HEIGHT
FRAME
TYPE FRAME MAT

5 3'-0" 7'-0"

E-1 CORRIDOR F WD 6'-0" 7'-0" 1 HM 17

E-2 CORRIDOR F WD 6'-0" 7'-0" 3 HM 16

S201 ATS CLOSET F WD 7'-4" 7'-0" 1 HM 13

S202 FAMILY WAITING 3'-6" 7'-0" 5 HM CASED OPENING. REFER TO INTERIOR FINISH SCHEDULE FOR SIDELIGHT PANEL MATERIAL.

S203 FAMILY/ CONSULT F WD 3'-6" 7'-0" 1 HM 14 REFER TO INTERIOR FINISH SCHEDULE FOR SIDELIGHT PANEL MATERIAL.

S204 TOILET F WD 3'-0" 7'-0" 1 HM 10

S205 TOILET F WD 3'-0" 7'-0" 1 HM 10

S206 EQUIPMENT F WD 4'-0" 7'-0" 1 HM 3 45 MIN

S208 BED 1 ALUM/GL 8'-0" 7'-8" ICU AL ROUGH OPENING - 8' - 0 1/2", SLIDER WITH POSITIVE LATCHING - NO BOTTOM TRACK

S208A TOILET F WD 3'-6" 7'-0" 1 HM 2

S209 BED 2 ALUM/GL 8'-0" 7'-8" ICU AL ROUGH OPENING - 8' - 0 1/2", SLIDER WITH POSITIVE LATCHING - NO BOTTOM TRACK

S209A TOILET F WD 3'-6" 7'-0" 1 HM 2

S210 BED 3 ALUM/GL 8'-0" 7'-8" ICU AL ROUGH OPENING - 8' - 0 1/2", SLIDER WITH POSITIVE LATCHING - NO BOTTOM TRACK

S210A TOILET F WD 3'-6" 7'-0" 1 HM 2

S211 BED 4 ALUM/GL 8'-0" 7'-8" ICU AL ROUGH OPENING - 8' - 0 1/2", SLIDER WITH POSITIVE LATCHING - NO BOTTOM TRACK

S211A TOILET F WD 3'-6" 7'-0" 1 HM 2

S212 BED 5 ALUM/GL 8'-0" 7'-8" ICU AL ROUGH OPENING - 8' - 0 1/2", SLIDER WITH POSITIVE LATCHING - NO BOTTOM TRACK

S212A TOILET F WD 3'-6" 7'-0" 1 HM 2

S213 BED 6 ALUM/GL 8'-0" 7'-8" ICU AL ROUGH OPENING - 8' - 0 1/2", SLIDER WITH POSITIVE LATCHING - NO BOTTOM TRACK

S213A TOILET F WD 3'-6" 7'-0" 1 HM 2

S215 BARIATRIC ISOLATION 1 FG1 4'-0" 7'-0" 12 HM

S215A ANTE ROOM FG1 WD 4'-0" 7'-0" HM 15

S215B BARIATRIC TOILET F WD 4'-0" 7'-0" 1 HM 2

S216 ISOLATION 2 FG1 4'-0" 7'-0" 12 HM

S216A ANTE ROOM FG1 WD 4'-0" 7'-0" HM 15

S216B TOILET F WD 4'-0" 7'-0" 1 HM 2

S217 BARIATIC BED 7 ALUM/GL 8'-0" 7'-8" ICU AL ROUGH OPENING - 8' - 0 1/2", SLIDER WITH POSITIVE LATCHING - NO BOTTOM TRACK

S217A BARIATRIC TOILET F WD 3'-6" 7'-0" 1 HM 2

S218 STAFF LOUNGE NL2 WD 3'-0" 7'-0" 1 HM 4 CARD ACCESS

S218A STAFF LOCKERS 3'-0" 7'-0" 5 HM CASED OPENING

S219 STAFF TOILET F WD 3'-0" 7'-0" 1 HM 10

S220 PHYSICIAN F WD 3'-0" 7'-0" 1 HM 11

S221 NURSE MANAGER F WD 3'-0" 7'-0" 1 HM 11

S222 TEL/DATA F HM 3'-0" 7'-0" 1 HM 5

S223 E. ELECT. F HM 3'-0" 7'-0" 1 HM 5

S224 ELEC F HM 3'-0" 7'-0" 1 HM 4 CARD ACCESS

S225 ABG NL2 WD 3'-0" 7'-0" 1 HM 14

S226 LINEN F WD 8'-0" 7'-0" 1 HM 13

S227 SOILED UTILITY F WD 3'-0" 7'-0" 1 HM 3

S228 CLEAN UTILITY F WD 3'-0" 7'-0" 1 HM 3

S229 SUPPLY F WD 3'-0" 7'-0" 1 HM 3 45 MIN

S231 MEDS F WD 3'-0" 7'-0" HM 4 CARD ACCESS

S232 NOURISH F WD 3'-0" 7'-0" HM 14

S233 HSK F WD 3'-0" 7'-0" 1 HM 12

S234 OXYGEN STORAGE F WD 3'-0" 7'-0" 1 HM 12

S235 TEAM WORK F WD 3'-0" 7'-0" HM 6

S-1-1 STAIR F HM 3'-6" 7'-0" 1 HM 8 60 MIN CARD ACCESS

S-1-2 STAIR F WD 3'-6" 7'-0" 1 HM 7 60 MIN

S-C20 CORRIDOR F WD 8'-0" 7'-0" 3 HM 16 HOLD OPEN

S-C22 CORRIDOR F WD 7'-4" 7'-0" 1 HM 9 CARD ACCESS

S-C24 CORRIDOR F WD 7'-4" 7'-0" 1 HM 9 CARD ACCESS

 3/8" = 1'-0"
1

DOOR FRAME ELEVATIONS

 3/8" = 1'-0"
2

DOOR ELEVATIONS

BORROWED LIGHT SCHEDULE

Type Type Mark Count Comments

OBSERVATION WINDOW - 2 BL01 3 GLASS TYPE G-05

OBSERVATION WINDOW - 1 BL02 8 GLASS TYPE G-05

ICU

ICU

F

F

ICU

ICU

DB-NL2

DE-NL1

NL-1

NL-1

DB-NL2

1

4A

5

4

 3/8" = 1'-0"
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BORROWED LIGHT ELEVATIONS
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OBSERVATION WINDOW 1

 3/8" = 1'-0"
11

OBSERVATION WINDOW 2

 3" = 1'-0"
3

JAMB DETAIL-2 HR RATED PARTITION

 3" = 1'-0"
4

JAMB DETAIL-BORROWED LIGHT

 3" = 1'-0"
5

TYP HM BORROWED LIGHT (MULLION)

 3" = 1'-0"
6

TYP HM BORROWED LIGHT (JAMB)

 3" = 1'-0"
7

TYP HM BORROWED LIGHT (HEAD/SILL)

6

1
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JAMB DETAIL-TYPICAL PARTITION

PER MANUFACTURER

PER MANUFACTURER

PER MANUFACTURER

PER MANUFACTURER

PER MANUFACTURER
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FLOORCOVERING FINISH NOTES

FLOORCOVERING MATERIALS ARE IDENTIFIED ON BOTH THE ROOM FINISH SCHEDULE AND ON THE ATTACHED FLOORCOVERING DISTRIBUTION PLAN. THE COMPLEXITY OF
FINISHES/MATERIALS ARE CLARIFIED ON THE DISTRIBUTION PLANS BY ONE OF THE SYMBOLS NOTED BELOW:

FLOORCOVERING SYMBOL LEGEND

#

#

CARPET DISTRIBUTION SYMBOL

MATERIAL CODE

RESILIENT SHEET FLOORING DISTRIBUTION SYMBOL

MATERIAL CODE

REDUCER/TRANSITION STRIP
(NOTE: NOT ALL SHOWN)

1. CARPET

    CPT

    AREAS DESIGNATED AS CPT-1a SHALL RECEIVE SHAW CONTRACT GROUP SHADOWS COLLECTION, SKETCH TILE 59591 MOONLIGHT 3376, MONOLITHIC INSTALLATION.
    UNLESS DESIGNATED ON THE DISTRIBUTION PLANS TO RECEIVE ANOTHER COLOR ILLUSTRATED BY ONE OF THE SYMBOLS BELOW:

2. RESILIENT SHEET FLOORING

    SV (SHEET VINYL)

    AREAS DESIGNATED AS SV-1a SHALL RECEIVE MANNINGTON REALITIES BOARDWALK ALMOND 5666
    UNLESS DESIGNATED ON THE DISTRIBUTION PLANS TO RECEIVE ANOTHER COLOR ILLUSTRATED BY ONE OF THE SYMBOLS BELOW:

SPECIAL INSTRUCTIONS: INSTALLER TO SUPPLY SEAMING DIAGRAM TO DESIGNER FOR APPROVAL PRIOR TO INSTALLATION OF ANY RESILIENT SHEET FLOORING. WHERE INTEGRAL BASE IS NOTED (INT),
INSTALLER TO RUN FLOORING TO 6" A.F.F.

3. RUBBER BASE

    RB

    AREAS DESIGNATED AS RB SHALL RECEIVE JOHNSONITE 4" TOP SET RUBBER BASE, COLOR: 09 CLAY

NOTE: FOR ALL RESILIENT AREAS USE COVE BASE. FOR ALL CARPETED AREAS USE STRAIGHT BASE.

4. RUBBER STAIR TREADS AND STAIR LANDING TILES

    AREAS TO RECEIVE RBT SHALL RECEIVE NORA NORAMENT SATURA ONE PIECE NOSING, TREAD, RISER AND TILE LANDING, COLOR: 5102 GRUS

    NOTE: INCLUDES VISUALLY IMPAIRED STRIPE ON TREAD.

5. TRANSITION STRIPS

TRANSITION STRIPS FROM CARPET TO A DISSIMILAR MATERIAL SHALL USE: JOHNSONITE RUBBER REDUCER COLOR 09 CLAY

6. THE CONTRACTOR SHALL SUBMIT TO THIS OFFICE ACTUAL SAMPLES IN TRIPLICATE, OF EACH COLOR AND MATERIAL SELECTED BY THE DESIGNER FOR DESIGNER'S VERIFICATION AND APPROVAL
NOT LATER THAN TWO (2) WEEKS FROM DATE OF CONTRACT.  SAMPLES SHALL BE PROPERLY LABELED BY PRODUCT AND CODE.

VEIL TILE 59594 MOONLIGHT 33761. INSTALLATION METHOD: QUARTER-TURN1b

1b

1c

MANNINGTON PARADIGN INTERSECT BASIS  PAR100

MANNINGTON PARADIGN FLOW BASIS  PAR300

WALL FINISH NOTES

WALL FINISH MATERIALS ARE IDENTIFIED ON BOTH THE ROOM FINISH SCHEDULE AND ON THE ATTACHED WALL FINISH DISTRIBUTION PLAN. THE COMPLEXITY OF
FINISHES/MATERIALS ARE CLARIFIED ON THE DISTRIBUTION PLANS BY ONE OF THE SYMBOLS NOTED BELOW:

WALL FINISH SYMBOL LEGEND

#

# #

RESIN PANEL DISTRIBUTION SYMBOL

MATERIAL CODE

CERAMIC TILE DISTRIBUTION SYMBOL

MATERIAL CODE

PAINT DISTRIBUTION SYMBOL

MATERIAL CODE

1. PAINT

    PT

    AREAS DESIGNATED AS PT-1a SHALL BE BENJAMIN MOORE OC-131 WHITE DOWN

#
VINYL WALL COVERING DISTRIBUTION SYMBOL

MATERIAL CODE

DENOTES COLOR ON ALL WALLS OF ROOM

DENOTES EXTENT OF COLOR/MATERIAL

DENOTES EXTENT OF COLOR/MATERIAL

DENOTES COLOR/MATERIAL ABOVE

DENOTES COLOR/MATERIAL BELOW

EXCEPT THOSE WALLS DESIGNATED TO RECEIVE ANOTHER COLOR DESIGNATED BY THE SYMBOLS BELOW:

AREAS DESIGNATED AS EPXY SHALL USE SAME COLOR CODE AS NOTED ABOVE.

BENJAMIN MOORE AF-380 COASTAL PATH

3. WALL TILE

    CWT (CERAMIC WALL TILE)

    AREAS DESIGNATED AS CWT-1 SHALL RECEIVE DALTILE MODEN DIMENSIONS 4-1/4" X 12-3/4"

SPECIAL INSTRUCTIONS: MAY NEED TO REFER TO INTERIOR ELEVATIONS FOR DISTRIBUTION AND FOR PATTERN.  EPOXY GROUT TO MATCH COLOR OF FIELD TILE, CONTRACTOR TO SUBMIT
SELECTOR TO DESIGNER FOR APPROVAL.

    GMT (GLASS TILE)

    AREAS DESIGNATED AS GMT-2 SHALL RECEIVE DALTILE CLIO MOSAIC SERIES

5. RESIN PANEL

    RP

    AREAS DESIGNATED AS RP SHALL RECEIVE LUMICOR, PATTERN: RAINFOREST  1/2" THICKNESS

2. VINYL WALL COVERING

    VWC

    AREAS DESIGNATED AS VWC-1 SHALL RECEIVE MDC WALLCOVERING PATTERN: BY GEORGE MDG0607-4709

6. CONTRACTOR SHALL SUBMIT TO THIS OFFICE ACTUAL SAMPLES IN TRIPLICATE OF ALL COLORS, MATERIALS AND PATTERNS FOR DESIGNER'S VERIFICATION AND APPROVAL, NOT LATER THAN
TWO (2) WEEKS FROM DATE OF CONTRACT.  SIZE OF SAMPLES SHALL BE APPROXIMATELY 12"x12".  SAMPLES SHALL BE PROPERLY LABELED BY PROJECT AND CODE AND SUBMITTED FOR APPROVAL
PRIOR TO CONTRACTOR ORDERING MATERIAL.

1b

1c SHERWIN WILLIAMS SW7727 KOI POND

1 COLOR: 0607 STARKER

1 COLOR: K775 MATTE BISCUIT

2 COLOR: CL12 NOX

4. SOLID SURFACE

    SSM (SOLID SURFACE)

    AREAS DESIGNATED AS SSM-3 SHALL RECEIVE CORIAN 1/4" THICKNESS WALL PANEL

1 COLOR: VANILLA

SPECIAL INSTRUCTIONS: USE WITH COORDINATING COVE BASE AND BULLNOSE TRIM TILE. REFER TO INTERIOR ELEVATIONS FOR DISTRIBUTION AND FOR PATTERN.  EPOXY GROUT TO MATCH
COLOR OF FIELD TILE, CONTRACTOR TO SUBMIT SELECTOR TO DESIGNER FOR APPROVAL.

CASEWORK FINISH NOTES

CASEWORK FINISHES/MATERIALS MAY BE IDENTIFIED ON BOTH THE CUSTOM CASEWORK DRAWINGS AND ON THE FINISH SCHEDULE.

1. PLASTIC LAMINATE

PLAM

    CASEWORK DESIGNATED TO RECEIVE PLAM SHALL RECEIVE:

PLAM-1: WILSONART 7939K-18 BLOND ECHO - GRAIN TO RUN HORIZONTAL.

PLAM-2: WILSONART 7962K-18 ALOE - GRAIN TO RUN HORIZONTAL.

2. SOLID SURFACE MATERIAL

SSM

    CASEWORK DESIGNATED TO RECEIVE SSM SHALL RECEIVE:

SSM-1: SILESTONE IVORY COAST

SSM-2: CORIAN SAND

3. CONTRACTOR SHALL SUBMIT TO THIS OFFICE ACTUAL SAMPLES IN TRIPLICATE OF ALL COLORS, MATERIALS AND PATTERNS FOR DESIGNER'S VERIFICATION AND APPROVAL, NOT LATER
THAN TWO (2) WEEKS FROM DATE OF CONTRACT.  SIZE OF SAMPLES SHALL BE APPROXIMATELY 12"x12".  SAMPLES SHALL BE PROPERLY LABELED BY PROJECT AND CODE AND SUBMITTED FOR
APPROVAL PRIOR TO CONTRACTOR ORDERING MATERIAL.

MISCELLANEOUS NOTES

1. KICK PLATES, PUSH PLATES, ARMOR PLATES SHALL BE BRUSHED STAINLESS STEEL.

2. FABRIC TACK BOARDS SHALL BE ARC-COM PRISM COLOR: AC-60212 BEACH #3.

3. ROLLER WINDOW SHADES SHALL BE MECHOSHADE ECOVEIL 1% OPENNES FACTOR, COLOR 0951 WHITE.

4. WINDOW SILLS SHALL BE CORIAN, COLOR: VANILLA.

5. CUBICLE CURTAIN (CC) SHALL BE MOMENTUM TEXTILES GRADUAL COLOR: MUSLIN.

6. PATIENT ROOM WARDROBES AND DESKS SHALL BE HERMAN MILLER COMPASS SYSTEM, COLOR: DURAWRAP WHITE 91.

7. HANDRAILS SHALL BE (HR) INPRO .

8. CORNER GUARDS (CG) SHALL BE TO MATCH ADJACENT WALL COLOR. TO MATCH PT-1a USE INPRO COLOR ANTIQUE WHITE 0104. TO MATCH PT-1b USE INPRO COLOR BEIGE 0117. TO MATCH PT-1c
USE INPRO COLOR VERANDA 0231.

9. PROTECTIVE WALL COVERING (PWC) SHALL BE TO MATCH ADJACENT WALL COLOR. TO MATCH PT-1a USE INPRO COLOR ANTIQUE WHITE 0104. TO MATCH PT-1b USE INPRO COLOR BEIGE 0117. TO
MATCH PT-1c USE INPRO COLOR VERANDA 0231.

10. INTERIOR SOFFITS DESIGNATED AS PT SHALL BE PAINTED TO MATCH ADJACENT WALL COLOR.

11. INTERIOR FACIAS DESIGNATED AS PT SHALL BE PAINTED TO MATCH SOFFIT.

12. INTERIOR CEILINGS DESIGNATED AS PT SHALL BE PAINTED TO MATCH ADJACENT CEILING.

13. INTERIOR DOOR FRAMES DESIGNATED AS PT SHALL BE BENJAMIN MOORE AF-380 COASTAL PATH.

14. INTERIOR DOORS DESIGNATED AS PT SHALL BE BENJAMIN MOORE AF-380 COASTAL PATH.

15. INTERIOR DOORS DESIGNATED AS WD SHALL BE STAINED TO MATCH VAMC PROVIDENCE FACILITY STANDARD, PLAIN SLICED WHITE MAPLE RA-4370.

16. P+M REFERS TO PATCH AND MATCH EXISTING FINISH MATERIALS.

17. HVAC REGISTERS AND GRILLS, ELECTRICAL PANELS, ACCESS PANELS, ELECTRICAL OUTLET STRIPS AND FIRE EXTINGUISHER CABINETS SHALL BE FIELD PAINTED TO MATCH ADJACENT WALL OR
ACT.

18. ELECTRICAL SWITCHES/OUTLETS/COVERPLATES SHALL BE WHITE UNLESS OTHERWISE RESTRICTED BY CODE - REFER TO ARCHITECTURAL SPECIFICATIONS.

19. THE CONTRACTOR SHALL SUBMIT TO THIS OFFICE ACTUAL SAMPLES IN TRIPLICATE, OF EACH COLOR AND MATERIAL SELECTED BY THE DESIGNER FOR DESIGNER'S VERIFICATION AND APPROVAL
NOT LATER THAN TWO (2) WEEKS FROM DATE OF CONTRACT.  SAMPLES SHALL BE PROPERLY LABELED BY PROJECT AND CODE.
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ROOM FINISH SCHEDULE

ROOM NO. ROOM NAME FLOOR BASE Wall Finish

Casework

Ceiling Finish CommentsVertical Countertop

S201 ATS CLOSET SV-1a RB-1 PT-1a EXPOSED

S202 FAMILY WAITING CPT-1a RB-1 VWC-1a ACT-2

S203 FAMILY/ CONSULT CPT-1a RB-1 VWC-1a ACT-2

S204 TOILET SV-1a CWT-1 PT-1a, CWT-1,
GMT-2

SSM-1 ACT-3

S205 TOILET SV-1a CWT-1 PT-1a, CWT-1,
GMT-2

SSM-1 ACT-3

S206 EQUIPMENT SV-1b RB-1 PT-1a ACT-4

S208 BED 1 SV-1a INTEGRAL PT-1a, 1c,
SSM-3

ACT-3, PT SSM PANEL BEHIND HANDWASH
SINK

S208A TOILET SV-1a CWT-1 PT-1a, CWT-1,
GMT-2

SSM-1 ACT-3

S209 BED 2 SV-1a INTEGRAL PT-1a, 1c,
SSM-3

ACT-3, PT SSM PANEL BEHIND HANDWASH
SINK

S209A TOILET SV-1a CWT-1 PT-1a, CWT-1,
GMT-2

SSM-1 ACT-3

S210 BED 3 SV-1a INTEGRAL PT-1a, 1c,
SSM-3

ACT-3, PT SSM PANEL BEHIND HANDWASH
SINK

S210A TOILET SV-1a CWT-1 PT-1a, CWT-1,
GMT-2

SSM-1 ACT-3

S211 BED 4 SV-1a INTEGRAL PT-1a, 1c,
SSM-3

ACT-3, PT SSM PANEL BEHIND HANDWASH
SINK

S211A TOILET SV-1a CWT-1 PT-1a, CWT-1,
GMT-2

SSM-1 ACT-3

S212 BED 5 SV-1a INTEGRAL PT-1a, 1c,
SSM-3

ACT-3, PT SSM PANEL BEHIND HANDWASH
SINK

S212A TOILET SV-1a CWT-1 PT-1a, CWT-1,
GMT-2

SSM-1 ACT-3

S213 BED 6 SV-1a INTEGRAL PT-1a, 1c,
SSM-3

ACT-3, PT SSM PANEL BEHIND HANDWASH
SINK

S213A TOILET SV-1a CWT-1 PT-1a, CWT-1,
GMT-2

SSM-1 ACT-3

S215 BARIATRIC ISOLATION 1 SV-1a INTEGRAL PT-1a, 1c,
SSM-3

ACT-3, PT SSM PANEL BEHIND HANDWASH
SINK

S215A ANTE ROOM SV-1a INTEGRAL PT-1a, SSM-3 ACT-3 SSM PANEL BEHIND HANDWASH
SINK

S215B BARIATRIC TOILET SV-1a CWT-1 PT-1a, CWT-1,
GMT-2

SSM-1 ACT-3

S216 ISOLATION 2 SV-1a INTEGRAL PT-1a, 1c,
SSM-3

ACT-3, PT SSM PANEL BEHIND HANDWASH
SINK

S216A ANTE ROOM SV-1a INTEGRAL PT-1a, SSM-3 SSM-1 ACT-3 SSM PANEL BEHIND HANDWASH
SINK

S216B TOILET SV-1a CWT-1 PT-1a, CWT-1,
GMT-2

SSM-1 ACT-3, PT

S217 BARIATIC BED 7 SV-1a INTEGRAL PT-1a, 1c,
SSM-3

SSM-1 ACT-3, PT SSM PANEL BEHIND HANDWASH
SINK

S217A BARIATRIC TOILET SV-1a CWT-1 PT-1a, CWT-1,
GMT-2

SSM-1 ACT-3

S218 STAFF LOUNGE SV-1c RB-1 PT-1a, 1c PLAM-1 SSM-1 ACT-3, PT

S218A STAFF LOCKERS SV-1c RB-1 PT-1a ACT-3

S219 STAFF TOILET SV-1a CWT-1 PT-1a, CWT-1,
GMT-2

SSM-1 ACT-3

S220 PHYSICIAN CPT-1b RB-1 PT-1a ACT-3

S221 NURSE MANAGER CPT-1b RB-1 PT-1a ACT-3

S222 TEL/DATA CON RB-1 PT-1a EXPOSED

S223 E. ELECT. CON RB-1 PT-1a EXPOSED

S224 ELEC CON RB-1 PT-1a EXPOSED

S225 ABG SV-1b INTEGRAL PT-1a PLAM-1 SS, SSM-2 ACT-3

S226 LINEN SV-1b RB-1 PT-1a PT

S227 SOILED UTILITY SV-1b INTEGRAL PT-1a ACT-3

S228 CLEAN UTILITY SV-1b RB-1 PT-1a ACT-4

S229 SUPPLY SV-1b RB-1 PT-1a ACT-4

S230 NURSE STATION A SV-1b, 1c RB-1, SS PT-1b, 1c PLAM-1, 2 SSM-1, 2 ACT-2, PT STAINLESS STEEL BASE AS NOTED
ON ELEVATIONS/DETAILS.

S230A PASSAGE SV-1b, 1c RB-1 PT-1b, 1c ACT-2

S230B PASSAGE SV-1b, 1c RB-1 PT-1b, 1c ACT-2, PT

S231 MEDS SV-1b RB-1 PT-1a PLAM-1 SSM-2 ACT-2

S232 NOURISH SV-1b RB-1 PT-1a PLAM-1 SSM-2 ACT-2

S233 HSK SV-1b INTEGRAL PT-1a ACT-3

S234 OXYGEN STORAGE SV-1b RB-1 PT-1a PT

S235 TEAM WORK CPT-1b RB-1 PT-1a PLAM-1 SSM-2 ACT-3

S236 NURSE STATION B SV-1b, 1c RB-1, SS PT-1b, 1c PLAM-1, 2 SSM-1, 2 ACT-2, PT STAINLESS STEEL BASE AS NOTED
ON ELEVATIONS/DETAILS.

S-1-1 STAIR RUBT-1 RB-1 PT-1a PT

S-1-2 STAIR RUBT-1 RB-1 PT-1a PT

S-C20 CONNECTOR SV-1a RB-1 PT-1a ACT-1, 2,
PT

S-C21 CORRIDOR SV-1a RB-1 PT-1a ACT-1, 2,
PT

S-C22 CORRIDOR SV-1a, 1b, 1c RB-1 PT-1a, 1b PLAM-1 SSM-2 ACT-1, 2,
PT

S-C23 CORRIDOR SV-1a, 1b, 1c RB-1 PT-1a, 1b PLAM-1 SSM-2 ACT-1, 2,
PT

S-C24 CORRIDOR SV-1a, 1b RB-1 PT-1a, 1b ACT-1, 2,
PT

amahious
Dan Morris Rhode Island


